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FIXTURES LOCATED NEAR OVERHEAD DOORS SHALL BE MOUNTED TO AVOID INTERFERENCE
WITH DOOR OPERATION.

ALL WIRING IN BAYS AND SHOPS SHALL BE FED OVERHEAD IN CONDUIT (NO EXPOSED WIRING
ALLOWED). NO CONDUIT ALLOWED IN FLOOR SLAB, UNLESS OTHERWISE NOTED. ELECTRICAL
SUBCONTRACTOR SHALL HANG ALL OVERHEAD CONDUITS IN BAYS WITH BEAN CLAMPS.

ALL CONDUITS INSTALLED IN THE BAYS AND SHOPS AT FLOOR LEVEL UP TO AND INCLUDING
THE UNIFORM HEIGHT OF 10 FEET ABOVE FINISHED FLOOR SHALL BE RGSC. CONDUIT
RACEWAYS SPECIFIED TO BE INSTALLED AND EXTENDED BEYOND THE 10 FOOT HEIGHT MAY BE
CONVERTED TO EMT ONCE EXTENDING PAST THE 10 FOOT HEIGHT REQUIREMENT.

RACEWAY INSTALLED IN CNG INSPECTION BAY AND TOOL CRIB SHALL BE RIGID GALVANIZED
STEEL CONDUIT(RGSC), INSTALLATION SHALL BE IN ACCORDANCE WITH NFPA 52 STANDARDS.
ALL DEVICES AND LIGHT FIXTURES INSTALLED WITHIN THE CNG INSPECTION BAY AND TOOL
CRIB SHALL BE CLASSIFIED FOR NFPA CLASS 1 DIV. 2 GROUP D ENVIROMENTS.
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FIXTURES LOCATED NEAR OVERHEAD DOORS SHALL BE MOUNTED TO AVOID INTERFERENCE
WITH DOOR OPERATION.

ALL WIRING IN BAYS AND SHOPS SHALL BE FED OVERHEAD IN CONDUIT (NO EXPOSED WIRING
ALLOWED). NO CONDUIT ALLOWED IN FLOOR SLAB, UNLESS OTHERWISE NOTED. ELECTRICAL
SUBCONTRACTOR SHALL HANG ALL OVERHEAD CONDUITS IN BAYS WITH BEAN CLAMPS.

ALL CONDUITS INSTALLED IN THE BAYS AND SHOPS AT FLOOR LEVEL UP TO AND INCLUDING
THE UNIFORM HEIGHT OF 10 FEET ABOVE FINISHED FLOOR SHALL BE RGSC. CONDUIT
RACEWAYS SPECIFIED TO BE INSTALLED AND EXTENDED BEYOND THE 10 FOOT HEIGHT MAY BE
CONVERTED TO EMT ONCE EXTENDING PAST THE 10 FOOT HEIGHT REQUIREMENT.

RACEWAY INSTALLED IN CNG INSPECTION BAY AND TOOL CRIB SHALL BE RIGID GALVANIZED
STEEL CONDUIT(RGSC), INSTALLATION SHALL BE IN ACCORDANCE WITH NFPA 52 STANDARDS.
ALL DEVICES AND LIGHT FIXTURES INSTALLED WITHIN THE CNG INSPECTION BAY AND TOOL
CRIB SHALL BE CLASSIFIED FOR NFPA CLASS 1 DIV. 2 GROUP D ENVIROMENTS.
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LOCATE "FR" IN NEMA 4X ENCLOSURE OR LOCATE OUTSIDE OF THIS ROOM.1

KEYED NOTES FOR ELE-103

SWITCH  SCHEDULE
SWITCH TYPE DESCRIPTION SERVICE

2-BUTTON SWITCH
BUTTON #1: ON
BUTTON #2: OFF

AS SHOWN ON PLANS, EXCEPT FOR
REPAIR BAYS. COORDINATE
PROGRAMMING OF SWITCHES IN
THE REPAIR BAYS WITH THE
OWNER

2
DA

2-BUTTON SWITCH WITH RAISE/LOWER
BUTTON #1: GENERAL ON/OFF
BUTTON #2: 50%
RAISE/LOWER BUTTON: DIM FIXTURES IN
THE ROOM

AS SHOWN ON PLANS.2D
DA

GENERAL NOTES:

1. LIGHT SWITCHES SHALL BE PROGRAMMED AS NOTED ABOVE. UNLESS NOTED
    OTHERWISE.

2. IN THE TOILETS AND BATHROOMS DURING NORMAL OPERATING HOURS WHEN NO
    OCCUPANCY IS DETECTED LIGHTS TO DIM TO 10%. AFTER HOURS WHEN NO
    OCCUPANCY IS DETECTED LIGHTS TO TURN OFF. SWITCH SHALL BE
    PROGRAMMED TO OPERATE AFTER HOURS AS ON/OFF.

4. ALL EXTERIOR LIGHT FIXTURES (SITE AND BUILDING MOUNTED) SHALL BE
    PROGRAMMED TO BE CONTROLLED VIA LIGHTING CONTROL PANEL'S PHOTOCELL
    AND TIMER. COORDINATE WITH OWNER.

5. COORDINATE PROGRAMMING OF ALL SWITCHES WITH THE OWNER.

6. LIGHTING CONTROL SYSTEM SHALL BE FACTORY COMMISSIONED.

FIXTURES LOCATED NEAR OVERHEAD DOORS SHALL BE MOUNTED TO AVOID INTERFERENCE
WITH DOOR OPERATION.

ALL WIRING IN BAYS AND SHOPS SHALL BE FED OVERHEAD IN CONDUIT (NO EXPOSED WIRING
ALLOWED). NO CONDUIT ALLOWED IN FLOOR SLAB, UNLESS OTHERWISE NOTED. ELECTRICAL
SUBCONTRACTOR SHALL HANG ALL OVERHEAD CONDUITS IN BAYS WITH BEAN CLAMPS.

ALL CONDUITS INSTALLED IN THE BAYS AND SHOPS AT FLOOR LEVEL UP TO AND INCLUDING
THE UNIFORM HEIGHT OF 10 FEET ABOVE FINISHED FLOOR SHALL BE RGSC. CONDUIT
RACEWAYS SPECIFIED TO BE INSTALLED AND EXTENDED BEYOND THE 10 FOOT HEIGHT MAY BE
CONVERTED TO EMT ONCE EXTENDING PAST THE 10 FOOT HEIGHT REQUIREMENT.

ALL CONDUITS INSTALLED IN WASH BAYS SHALL BE TYPE RGSC COATED PVC UNDER 10 FEET
ELEVATION AND PVC SCHEDULE 40 ABOVE 10 FEET ELEVATION.
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FIXTURES LOCATED NEAR OVERHEAD DOORS SHALL BE MOUNTED TO AVOID INTERFERENCE
WITH DOOR OPERATION.

1.

GENERAL NOTES

LIGHT SWITCH TO CONTROL POLE MOUNTED LIGHT FIXTURES AT FUEL ISLAND. COORDINATE
EXACT LOCATION IN THE FIELD.

DAC SHALL BE PROGRAMMED TO DIM DOWN THE LIGHT FIXTURES TO 50%.
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FIXTURES LOCATED NEAR OVERHEAD DOORS SHALL BE MOUNTED TO AVOID INTERFERENCE
WITH DOOR OPERATION.

ALL WIRING IN BAYS AND SHOPS SHALL BE FED OVERHEAD IN CONDUIT (NO EXPOSED WIRING
ALLOWED). NO CONDUIT ALLOWED IN FLOOR SLAB, UNLESS OTHERWISE NOTED. ELECTRICAL
SUBCONTRACTOR SHALL HANG ALL OVERHEAD CONDUITS IN BAYS WITH BEAN CLAMPS.

ALL CONDUITS INSTALLED IN THE BAYS AND SHOPS AT FLOOR LEVEL UP TO AND INCLUDING
THE UNIFORM HEIGHT OF 10 FEET ABOVE FINISHED FLOOR SHALL BE RGSC. CONDUIT
RACEWAYS SPECIFIED TO BE INSTALLED AND EXTENDED BEYOND THE 10 FOOT HEIGHT MAY BE
CONVERTED TO EMT ONCE EXTENDING PAST THE 10 FOOT HEIGHT REQUIREMENT.

ALL CONDUITS INSTALLED IN OFFICE CORE SHALL BE TYPE EMT INSTALLED CONCEALED.
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2.

GENERAL NOTES

3.

4.

KEYED NOTES FOR ELE-105

RECOMMENDED LIGHT FIXTURE MOUNTING HEIGHT IN
EQUIPMENT PLATFORM IS 12'-0" AFF. COORDINATE
ACTUAL MOUNTING HEIGHT IN THE FIELD. INSTALL
LIGHT FIXTURES TO AVOID CONFLICTS WITH
MECHANICAL EQUIPMENT, DUCTWORK, ETC.
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FIXTURES LOCATED NEAR OVERHEAD DOORS SHALL BE MOUNTED TO AVOID INTERFERENCE
WITH DOOR OPERATION.

ALL WIRING IN BAYS AND SHOPS SHALL BE FED OVERHEAD IN CONDUIT (NO EXPOSED WIRING
ALLOWED). NO CONDUIT ALLOWED IN FLOOR SLAB, UNLESS OTHERWISE NOTED. ELECTRICAL
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FIXTURES LOCATED NEAR OVERHEAD DOORS SHALL BE MOUNTED TO AVOID INTERFERENCE
WITH DOOR OPERATION.

ALL WIRING IN BAYS AND SHOPS SHALL BE FED OVERHEAD IN CONDUIT (NO EXPOSED WIRING
ALLOWED). NO CONDUIT ALLOWED IN FLOOR SLAB, UNLESS OTHERWISE NOTED. ELECTRICAL
SUBCONTRACTOR SHALL HANG ALL OVERHEAD CONDUITS IN BAYS WITH BEAN CLAMPS.

ALL CONDUITS INSTALLED IN THE BAYS AND SHOPS AT FLOOR LEVEL UP TO AND INCLUDING
THE UNIFORM HEIGHT OF 10 FEET ABOVE FINISHED FLOOR SHALL BE RGSC. CONDUIT
RACEWAYS SPECIFIED TO BE INSTALLED AND EXTENDED BEYOND THE 10 FOOT HEIGHT MAY BE
CONVERTED TO EMT ONCE EXTENDING PAST THE 10 FOOT HEIGHT REQUIREMENT.
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THIRTY-EIGHT 4-TUBE FLUORESCENT 24" x 48" LIGHT FIXTURES (TYPE W) INSIDE BOOTHS TO BE
FURNISHED AND INSTALLED BY PAINT BOOTH MANUFACTURER. FIXTURES SHALL BE ALIGNED
ALONG THE ROOF AND THE LENGTH OF EACH SIDE WALL.

FIXTURES INSIDE PAINT MIX ROOM TO BE FURNISHED AND INSTALLED BY PAINT BOOTH
MANUFACTURER. FIXTURES TO BE INSIDE ACCESS, 48" 4-TUBE, 265 MA, 32-WATT T8 BALLAST,
DUAL VOLTAGE-120/277 WITH 85% COLOR CORRECTED TUBES INCLUDED.

INTERNAL ELECTRICAL WORK FROM THE DISCONNECT THROUGH EQUIPMENT CONTROLS TO
LIGHTING SHALL BE BY PAINT BOOTH EQUIPMENT SUPPLIER.

INTERNAL ELECTRICAL WORK FROM THE DISCONNECT THROUGH EQUIPMENT CONTROLS TO
MOTORS AND OPERATION EQUIPMENT SHALL BE BY PAINT BOOTH EQUIPMENT SUPPLIER.
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SEE SPECIFICATIONS FOR OVERHEAD DOOR MOTORS, CONTROLS AND STARTERS.
OVERHEAD DOORS ARE 2HP. TYPICAL.

CNG INSPECTION AND TOOL CRIB INSTALLATION SHALL BE IN ACCORDANCE WITH NFPA
52 STANDARDS.  ALL DEVICES INSTALLED WITHIN THE INSPECTION BAY AND TOOL CRIB
SHALL BE CLASSIFIED FOR NFPA CLASS 1 DIV. 2 GROUP D ENVIROMENTS.

WIRING FOR PUBLIC ADDRESS SYSTEM SHALL BE #18 TSP SHIELDED IN 3/4" CONDUIT OF
APPROPRIATE TYPE, AS SPECIFIED IN  260533 - RACEWAYS AND BOXES FOR ELECTRICAL
SYSTEMS.

1.

2.

3.

GENERAL NOTESKEYED NOTES FOR ELE-111

POWER FOR SMALL DRIVE ON LIFT (L1). COORDINATE EXACT LOCATION OF DISCONNECT IN THE
FIELD. REFER TO MISC. EQUIPMENT SCHEDULE ON SHEET ELE-602.

POWER FOR 5 TON CRANE (C-1).  COORDINATE EXACT LOCATION IN THE FIELD. REFER TO MISC.
EQUIPMENT SCHEDULE ON SHEET ELE-602.

DEDICATED DUPLEX RECEPTACLES FOR MOBILE 4 POST PEDESTAL LIFT (L4) BATTERY CHARGING
STATION.  COORDINATE EXACT LOCATION IN THE FIELD. REFER TO MISC. EQUIPMENT SCHEDULE
ON SHEET ELE-602.

100A 3-PHASE PIN AND SLEEVE WELDING RECEPTACLE, COORDINATE EXACT LOCATION IN THE
FIELD. SUPPLY WITH PIN AND SLEEVE PLUG.

POWER FOR TWO POST LIFT (L5).  COORDINATE EXACT LOCATION IN THE FIELD. REFER TO MISC.
EQUIPMENT SCHEDULE ON SHEET ELE-602.

GAS DETECTION PANEL. SEE GAS DETECTION SYSTEM RISER DIAGRAM ON SHEET ELE-502.
COORDINATE EXACT LOCATION IN THE FIELD.

POWER FOR GAS DETECTION PANEL. COORDINATE EXACT LOCATION IN THE FIELD.

VIDEO ENTRANCE STATION AT SERVICE VESTIBULE WINDOW, COORDINATE EXACT LOCATION IN
THE FIELD.
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SEE SPECIFICATIONS FOR OVERHEAD DOOR MOTORS, CONTROLS AND STARTERS.
OVERHEAD DOORS ARE 2HP. TYPICAL.

WIRING FOR PUBLIC ADDRESS SYSTEM SHALL BE #18 TSP SHIELDED IN 3/4" CONDUIT OF
APPROPRIATE TYPE, AS SPECIFIED IN  260533 - RACEWAYS AND BOXES FOR ELECTRICAL
SYSTEMS.

GENERAL NOTES

1.

2.

KEYED NOTES FOR ELE-112

DEDICATED DUPLEX RECEPTACLES FOR MOBILE 4 POST PEDESTAL LIFT (L4) BATTERY
CHARGING STATION. COORDINATE EXACT LOCATION IN THE FIELD. REFER TO MISC.
EQUIPMENT SCHEDULE ON SHEET ELE-602.

POWER FOR 3-TON CRANE (C-2).  COORDINATE EXACT LOCATION IN THE FIELD. REFER TO
MISC. EQUIPMENT SCHEDULE ON SHEET ELE-602.

POWER FOR RELOCATED HEAVY DUTY DRIVE ON LIFT (L2).  COORDINATE EXACT
LOCATION IN THE FIELD. REFER TO MISC. EQUIPMENT SCHEDULE ON SHEET ELE-602.

100A 3-PHASE PIN AND SLEEVE WELDING RECEPTACLE, COORDINATE EXACT LOCATION IN
THE FIELD. SUPPLY WITH PIN AND SLEEVE PLUG.

POWER FOR TIRE AIR COMPRESSOR, COORDINATE EXACT LOCATION IN THE FIELD.
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SHEET ELE-111
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SEE SPECIFICATIONS FOR OVERHEAD DOOR MOTORS, CONTROLS AND STARTERS. OVERHEAD
DOORS ARE 2HP. TYPICAL.

WIRING FOR PUBLIC ADDRESS SYSTEM SHALL BE #18 TSP SHIELDED IN 3/4" CONDUIT OF
APPROPRIATE TYPE, AS SPECIFIED IN  260533 - RACEWAYS AND BOXES FOR ELECTRICAL
SYSTEMS.

ALL ELECTRICAL EQUIPMENT AND BOXES IN WASH BAY AND PARTS WASHER SHALL BE NEMA 4X.

RECEPTACLES IN WASH BAY SHALL BE NEMA 4X WITH IN-USE COVERS.

CONDUITS IN WASH BAY SHALL BE PVC COATED RGSC UP TO 10 FEET AND PVC THEREAFTER.

GENERAL NOTES

1.

2.

3.

KEYED NOTES FOR ELE-113

WELDING RECEPTACLE SHALL BE NEMA TYPE 6-50R WITH A 50 AMP CIRCUIT BREAKER.
COORDINATE EXACT LOCATION IN THE FIELD.

POWER FOR 32' PARALLELOGRAM LIFT (L3).  COORDINATE EXACT LOCATION IN THE FIELD.
REFER TO MISC. EQUIPMENT SCHEDULE ON SHEET ELE-602.

POWER FOR 3-TON MONORAIL CRANE (C-3).  COORDINATE EXACT LOCATION IN THE FIELD.
REFER TO MISC. EQUIPMENT SCHEDULE ON SHEET ELE-602.

POWER FOR PRESSURE WASHER (PRW-1).  COORDINATE EXACT LOCATION IN THE FIELD. REFER
TO MISC. EQUIPMENT SCHEDULE ON SHEET ELE-602.

POWER FOR FIRE ALARM SNAC PANELS.  COORDINATE EXACT LOCATION IN THE FIELD.
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SEE SPECIFICATIONS FOR OVERHEAD DOOR MOTORS, CONTROLS AND STARTERS.
OVERHEAD DOORS ARE 2HP. TYPICAL.

WIRING FOR PUBLIC ADDRESS SYSTEM SHALL BE #18 TSP SHIELDED IN 3/4"
CONDUIT OF APPROPRIATE TYPE, AS SPECIFIED IN  260533 - RACEWAYS AND BOXES
FOR ELECTRICAL SYSTEMS.

GENERAL NOTES

1.

2.

KEYED NOTES FOR ELE-114

VIDEO MONITOR, REFER TO C.C.T.V. MONITOR MOUNTING DETAIL 6 ON SHEET ELE-402. MONITOR
SHALL BE INSTALLED IN THE STORES MANAGEMENT OFFICE ABOVE THE WINDOW THAT
SEPERATES THE OFFICE FROM THE REPAIR BAY.

APROXIMATE LOCATION OF FUEL ISLAND DISPENSER CONTROL SWITCHES, FUEL ISLAND LIGHTING
CONTROL SWITCH, AND EMERGENCY POWER OFF PUSH BUTTON FOR SIMULTANEOUS POWER
DOWN OF ALL FUEL ISLAND CIRCUITS. COORDINATE EXACT LOCATION IN THE FIELD. REFER TO
DETAIL ON CIVIL SHEET CT-007.

POWER FOR CAROUSEL CONTROL PANEL.  COORDINATE EXACT LOCATION IN THE FIELD.

POWER FOR TANK MONITORING SYSTEM CONSOLE. SEE ENLARGED COMMUNICATION ROOM ON
SHEET ELE-200.

POWER FOR CCTV DVR.  COORDINATE EXACT LOCATION IN THE FIELD.

VIDEO ENTRANCE (VES) AT SERVICE WINDOW SHALL RING VIDEO BELL RINGER (VBR) IN THE
STORES MATERIAL MANAGEMENT OFFICE AND STORES SUPERVISOR OFFICE.

BUILDING MANAGEMENT SYSTEM UNINTERRUPTIBLE POWER SUPPLY (UPS).

POWER FOR UPS.

POWER AND DATA FOR PA DESKTOP. COORDINATE EXACT LOCATION IN THE FIELD.

POWER FOR VES MONITOR. COORDINATE EXACT LOCATION IN THE FIELD.
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WIRING FOR PUBLIC ADDRESS SYSTEM SHALL BE #18 TSP SHIELDED IN 3/4" CONDUIT OF
APPROPRIATE TYPE, AS SPECIFIED IN  260533 - RACEWAYS AND BOXES FOR ELECTRICAL
SYSTEMS.

ELECTRIC STRIKE LOCATED AT INTERIOR VESTIBULE DOOR 01B SHALL BE WIRED TO
PUSHBUTTONS IN THE MACHINE SHOP CREW LEADER OFFICE AND THE REPAIR CREW
LEADER OFFICE. ELECTRIC STRIKE LOCATED AT INTERIOR VESTIBULE DOOR 11B SHALL
BE WIRED TO PUSHBUTTONS IN THE REPAIR CREW LEADER OFFICE AND THE STORES
MATERIAL MANAGEMENT OFFICE. THE VIDEO ENTRANCE STATIONS (VES) IN EACH
VESTIBULE SHALL BE EQUIPPED WITH AN INTERCOM FACILITATING COMMUNICATION
WITH THE APPRORIATE OFFICES AS SPECIFIED ABOVE AND SHALL BE WIRED TO VIDEO
BELL RINGER (VBR) IN THESE OFFICES. REFER TO ACCESS CONTROL SYSTEM DIAGRAM.

ALL CONDUIT IN THE FIRE PUMP ROOM SHALL BE RGSC.

GENERAL NOTES

1.

KEYED NOTES FOR ELE-115

REFER TO "ENLARGED ELECTRICAL AND TELECOM ROOMS" SHEET ELE-200.

POWER FOR WATER COOLER.

(3) 4" TELECOMMUNCATIONS CONDUITS FROM SITE.

POWER FOR DOOR SECURITY.

POWER AND DATA FOR PA DESKTOP. COORDINATE EXACT LOCATION IN THE FIELD.

FIRE PUMP CONTROLLER.

JOCKEY PUMP CONTROLLER.

FIRE ALARM SNAC PANELS. COORDINATE EXACT LOCATION IN THE FIELD.
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SEE SPECIFICATIONS FOR OVERHEAD DOOR MOTORS, CONTROLS AND
STARTERS. OVERHEAD DOORS ARE 2HP. TYPICAL.

WIRING FOR PUBLIC ADDRESS SYSTEM SHALL BE #18 TSP SHIELDED IN 3/4"
CONDUIT OF APPROPRIATE TYPE, AS SPECIFIED IN  260533 - RACEWAYS AND
BOXES FOR ELECTRICAL SYSTEMS.

FOR FULL EQUIPMENT LIST REFER TO EQUIPMENT SCHEDULES ON ELE-602.

ALL RECEPTACLES AND EQUIPMENT DISCONNECTS IN AERIAL BUCKET BAYS AND
WELD/FABRICATION SHOP SHALL BE MOUNTED NOT LESS THAN 48" AFF.

GENERAL NOTES

1.

2.

KEYED NOTES FOR ELE-116

POWER FOR UC600 BLOCK HEATER RECEPTACLE CONTROLLER.

POWER FOR 3-TON CRANE (C-4). COORDINATE EXACT LOCATION OF DISCONNECT IN THE
FIELD. REFER TO MISC. EQUIPMENT SCHEDULE ON SHEET ELE-602.

REFER TO ENLARGED - MACHINE SHOP LAYOUT

POWER FOR LEBLOND LATHE CONTROLS. COORDINATE EXACT LOCATION IN THE FIELD.

POWER FOR UPS.

POWER FOR 5-TON CRANE (C-6). COORDINATE EXACT LOCATION IN THE FIELD. REFER TO
MISC. EQUIPMENT SCHEDULE ON SHEET ELE-602.

DEDICATED DOUBLE DUPLEX RECEPTACLES FOR MOBILE 4 POST PEDESTAL LIFT
(L4) BATTERY CHARGING STATION. COORDINATE EXACT LOCATION IN THE FIELD. REFER TO
MISC. EQUIPMENT SCHEDULE ON SHEET ELE-602.

BUILDING MANAGEMENT SYSTEM UNINTERRUPTIBLE POWER SUPPLY (UPS).

POWER FOR 3-TON CRANE (C-5). COORDINATE EXACT LOCATION OF DISCONNECT IN THE
FIELD. REFER TO MISC. EQUIPMENT SCHEDULE ON SHEET ELE-602.

IN-WALL JUNCTION BOX MOUNTED 60"AFF. SPARE 1" CONDUIT WITH PULL STRING SHALL BE
ROUTED FROM TROUGH IN MACHINE SHOP TO JUNCTION BOX.

WELDING RECEPTACLE SHALL BE TYPE NEMA 6-50R WITH A 50 AMP CIRCUIT BREAKER.

100A 3-PHASE PIN AND SLEEVE WELDING RECEPTACLE, COORDINATE EXACT LOCATION IN THE
FIELD. SUPPLY WITH PIN AND SLEEVE PLUG.
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SEE SPECIFICATIONS FOR OVERHEAD DOOR MOTORS, CONTROLS AND STARTERS. OVERHEAD
DOORS ARE 2HP. TYPICAL.

WIRING FOR PUBLIC ADDRESS SYSTEM SHALL BE #18 TSP SHIELDED IN 3/4" CONDUIT OF
APPROPRIATE TYPE, AS SPECIFIED IN  260533 - RACEWAYS AND BOXES FOR ELECTRICAL
SYSTEMS.

ALL ELECTRICAL EQUIPMENT AND BOXES IN WASH BAY AND PARTS WASHER SHALL BE NEMA
4X.

PAINTBOOTH AND PAINT BAY INSTALLATION SHALL BE IN ACCORDANCE WITH NFPA 33
STANDARDS. ALL DEVICES INSTALLED WITHIN THE BOOTH SHALL BE CLASSIFIED FOR NFPA
CLASS 1 DIV. 1 ENVIRONMENTS. ALL DEVICES INSTALLED WITHIN 3 FEET OF A DOOR OPENING
OF THE PAINTBOOTH SHALL BE CLASSIFIED FOR NFPA CLASS 1 DIV. 2 ENVIRONMENTS.

GENERAL NOTES

1.

2.

3.

4.

KEYED NOTES FOR ELE-117

POWER FOR PARTS WASHER.

POWER FOR PRESSURE WASHER.

CONNECTIONS FOR PAINT BOOTH BREATHING AIR STROBE AND SIRENS.

PAINT BOOTH DISCONNECT FOR BLAST BOOTH PANEL PROVIDED BY OTHERS, INSTALLED BY
ELECTRICAL SUBCONTRACTOR. SEE DISTRIBUTION RISER FOR ADDITIONAL INFORMATION.

PAINT BOOTH DISCONNECT FOR SPRAY BOOTH AND MIXING ROOM PANEL PROVIDED BY
OTHERS, INSTALLED BY ELECTRICAL SUBCONTRACTOR. SEE DISTRIBUTION RISER FOR
ADDITIONAL INFORMATION.

PAINT BOOTH DISCONNECT  FOR COMPRESSOR PANEL PROVIDED BY OTHERS, INSTALLED BY
ELECTRICAL SUBCONTRACTOR. SEE DISTRIBUTION RISER FOR ADDITIONAL INFORMATION.

PAINT BOOTH DISCONNECT FOR VAC PANEL PROVIDED BY OTHERS, INSTALLED BY
ELECTRICAL SUBCONTRACTOR. SEE DISTRIBUTION RISER FOR ADDITIONAL INFORMATION.

MAINTENANCE RECEPTACLES MOUNTED ON TOP OF THE PAINT BOOTH.

POWER FOR FIRE ALARM SNAC.   COORDINATE EXACT LOCATION IN THE FIELD.

PUSHBUTTON FOR PAINT BOOTH OVERHEAD DOORS, COORDINATE EXACT LOCATION
IN THE FIELD.
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SHEET ELE-123
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REPAIR BAYS

28

KEYED NOTES FOR ELE-121

INSTALL COMBUSTIBLE GAS DETECTOR ON THE WALL AND 6" FROM THE DECK OF THE
INSPECTION BAY.

INSTALL COMBUSTIBLE GAS DETECTOR ON THE WALL AND 12" FROM THE FLOOR OF THE
INSPECTION BAY.

GAS DETECTION SYSTEM PANEL.  COORDINATE EXACT LOCATION IN THE FIELD.

MONITOR MODULES AND RELAYS FOR GAS DETECTION PANEL.  COORDINATE EXACT
LOCATION IN THE FIELD.

PENDANT MOUNTED HORN/STOBES. INSTALL HORN/STROBES AT THE SAME PLAN AS LIGHT
FIXTURES SUCH THAT THEY ARE VISIBLE. TYPICAL.

GENERAL NOTES

CNG INSPECTION BAY AND TOOL CRIB INSTALLATION SHALL BE IN ACCORDANCE WITH
NFPA 25 STANDARDS. ALL DEVICES INSTALLED WITHIN THE INSPECTION BAY AND TOOL
CRIB SHALL BE CLASSIFIED FOR NFPA CLASS 1 DIV. 2 GROUP D ENVIRONMENTS.
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SPARE PART REQUIREMENTS

1.  FURNISH (5) SMOKE DETECTORS, (5) PULL STATIONS, (5) CEILING MOUNTED STROBES,
     (5) WALL MOUNTED STROBES, (5) CEILING MOUNTED HORN/STROBES,
     (5) WALL MOUNTED HORN/STROBES, AND TWO (2) DUCT SMOKE DETECTORS.

2.  ELECTRICAL CONTRACTOR SHALL CARRY IN THE BID INSTALLATION OF THESE DEVICES,
     CONDUIT, WIRING AND ASSOCIATED PROGRAMMING COSTS. FURNISH THREE HUNDRED FEET
     (300') OF RACEWAY AND WIRING (TOTAL) FOR INSTALLATION OF SPARE FIRE ALARM DEVICES.

3.  ALL SPARES TO BE DELIVERED TO STOCKROOM AS DIRECTED BY THE OWNER.
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KEYED NOTES FOR ELE-123

FIRE ALARM SNAC PANELS. PROVIDE AS PER SYSTEM VENDOR'S RECOMMENDATIONS.1
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KEYED NOTES FOR ELE-123

PENDANT MOUNTED HORN/STOBES. INSTALL HORN/STROBES AT THE SAME PLAN AS LIGHT
FIXTURES SUCH THAT THEY ARE VISIBLE. TYPICAL.
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KEYED NOTES FOR ELE-125

EXTERIOR BEACON 150,000cd (BLUE).

ELECTRIC ALARM BELL.

MONITOR MODULES FOR GENERATOR:
1. GENERATOR TROUBLE
2. GENERATOR RUNNING
3. LOW FUEL
4. PHASE REVERSAL
5. LOSS OF PHASE

COORDINATE EXACT LOCATION OF FLOW, TAMPER AND PRESSURE SWITCHES IN THE
FIELD.

FIRE ALARM CONTROL PANEL.

FIRE ALARM ANNUNCIATOR PANEL. COORDINATE EXACT LOCATION IN THE FIELD.

GENERATOR ANNUNCIATOR PANEL. COORDINATE EXACT LOCATION IN THE FIELD.

EXTERIOR BEACON 150,000cd (RED).

FIRE ALARM SNAC PANELS. PROVIDE AS PER SYSTEM VENDOR'S RECOMMENDATIONS.

1

2

3

4

5

6

7

GENERAL NOTES

1. DUCT SMOKE DETECTORS TO BE FURNISHED AND WIRED BY THE ELECTRICAL SUBCONTRACTOR.
DUCT SMOKE DETECTORS SHALL BE INSTALLED BY THE MECHANICAL SUBCONTRACTOR.  TYPICAL.
ELECTRICAL SUBCONTRACTOR SHALL COORDINATE WIRING OF DUCT SMOKE DETECTORS WITH
THE MECHANICAL CONTRACTOR.
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SCALE:  1/8" = 1'-0"
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SCALE:  1/8" = 1'-0"
2 FIRE ALARM - FLOOR PLAN PART 'E' - EQUIPMENT PLATFORM
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SCALE:  1/8" = 1'-0"
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KEYED NOTES FOR ELE-127

COORDINATE EXACT LOCATION IN THE FIELD PRIOR TO INSTALLATION.

CEILING MOUNTED HORN/STROBE IN PAINT BOOTH, 6" FROM EDGE OF 2'x6' PANTLEG.
COORDINATE EXACT LOCATIONWITH PAINT BOOTH EQUIPMENT SUPPLIER.

FIRE ALARM SNAC PANELS. PROVIDE AS PER SYSTEM VENDOR'S RECOMMENDATIONS.
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HVAC CONTROL WIRING TO BE PROVIDED BY THE CONTROLS CONTRACTOR.

GENERAL NOTES

1.

KEYED NOTES FOR ELE-131

POWER FOR FUTURE VENTILATOR, COORDINATE EXACT LOCATION IN THE FIELD.1
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HVAC CONTROL WIRING TO BE PROVIDED BY THE CONTROLS CONTRACTOR.
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KEYED NOTES FOR ELE-132

POWER FOR FUTURE VENTILATOR, COORDINATE EXACT LOCATION IN THE FIELD.1
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HVAC CONTROL WIRING TO BE PROVIDED BY THE CONTROLS CONTRACTOR.

GENERAL NOTES

1.

KEYED NOTES FOR ELE-133

1 POWER FOR FUTURE VENTILATOR, COORDINATE EXACT LOCATION IN THE FIELD.
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HVAC CONTROL WIRING TO BE PROVIDED BY THE CONTROLS CONTRACTOR.

GENERAL NOTES

1.

KEYED NOTES FOR ELE-134

POWER FOR FUTURE VENTILATOR, COORDINATE EXACT LOCATION IN THE FIELD.1
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HVAC CONTROL WIRING TO BE PROVIDED BY THE CONTROLS CONTRACTOR.

SEE ELE-125 FOR MORE INFORMATION.

GENERAL NOTES

1.

2.

KEYED NOTES FOR ELE-135

SEE ELE-142 FOR ENLARGED VIEW OF HVAC POWER FOR MECHANICAL ROOM 10.

POWER FOR HVAC CONTROLS.  COORDINATE EXACT LOCATION IN THE FIELD.
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HVAC CONTROL WIRING TO BE PROVIDED BY THE CONTROLS CONTRACTOR.

GENERAL NOTES

1.

KEYED NOTES FOR ELE-136

POWER FOR FUTURE VENTILATOR, COORDINATE EXACT LOCATION IN THE FIELD.1
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HVAC CONTROL WIRING TO BE PROVIDED BY THE CONTROLS SUBCONTRACTOR.

GENERAL NOTES
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KEYED NOTES FOR ELE-137

POWER FOR FUTURE VENTILATOR, COORDINATE EXACT LOCATION IN THE FIELD.1
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HVAC CONTROL WIRING TO BE PROVIDED BY THE CONTROLS SUBCONTRACTOR.
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HVAC CONTROL WIRING TO BE PROVIDED BY THE CONTROLS SUBCONTRACTOR.
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HVAC CONTROL WIRING TO BE PROVIDED BY THE CONTROLS SUBCONTRACTOR.
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HVAC CONTROL WIRING TO BE PROVIDED BY THE CONTROLS SUBCONTRACTOR.

GENERAL NOTES

1.

KEYED NOTES FOR ELE-142

INDOOR UNIT TO BE POWERED FROM OUTDOOR UNIT; ELECTRICAL SUBCONTRACTOR SHALL
RUN 1"C, 2#12 & #12 GND (CONTROL INTERLINK WIRING) BETWEEN INDOOR AND OUTDOOR
UNIT.  COORDINATE WIRE AND CONDUIT SIZES WITH THE SYSTEM VENDOR PRIOR TO
INSTALLATION.

POWER FOR DAMPERS, COORDINATE EXACT LOCATION IN THE FIELD.

POWER FOR HVAC BURNER CONTROL PANEL.  COORDINATE EXACT LOCATION IN THE FIELD.

POWER FOR BURNER IGNITION TRANSFORMER.

POWER FOR HVAC CONTROLS.  COORDINATE EXACT LOCATION IN THE FIELD.
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HVAC CONTROL WIRING TO BE PROVIDED BY THE CONTROLS SUBCONTRACTOR.
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HVAC CONTROL WIRING TO BE PROVIDED BY THE CONTROLS SUBCONTRACTOR.
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4" HOUSE KEEPING PAD.

FURNISH AND INSTALL FIRE RATED 3/4" PLYWOOD ON ALL THE WALLS IN THE
COMMUNICATIONS ROOM AND ELECTRICAL ROOM. THE PLYWOOD SHALL BE INSTALLED FROM
2'-0" AFF TO 8'-0" AFF.

BUILDING MANAGEMENT SYSTEM AND DEDICATED TELECOM OUTLET.

DATA PANEL FOR TANK MONITORING SYSTEM. REFER TO FUEL ISLAND COMMUNICATIONS
DIAGRAM ON SHEET CT-007.

BUILDING MANAGEMENT SYSTEM UNINTERRUPTIBLE POWER SUPPLY (UPS).

POWER FOR UPS.

12"X4" CABLE TRAY.

POWER FOR THREE(3) ETHERNET SERIAL CONVERTER, MOUNTED UNDERNEATH PANEL DP1.
COORDINATE EXACT LOCATION IN THE FIELD.

(4) 4" CONDUIT SLEEVES WITH BUSHING THROUGH THE WALL ABOVE THE CEILING.

(3) 19"Wx18"Dx78"H TELECOMMUNICATIONS RACKS WITH CABLE MANAGEMENT.

ALL LOW VOLTAGE CABLING TO FUEL ISLAND, INCLUDING DATA, SECURITY, ETC. SHALL BE
WIRED THROUGH LOW VOLTAGE DISPENSER DISCONNECT.  SQUARE D LVDD-V-8S OR
APPROVED EQUAL.

KEYED NOTES FOR  ELE-200
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ELECTRICAL MECHANICAL EQUIPMENT SCHEDULE
TAG DESCRIPTION FLA MCA TRIP DISC./FUSE POLES VOLTAGE PANEL CKT # NEMA FEEDER LOCATION RM #

VAV-6 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 2 3/4"C,2#12,#12G MACHINE SHOP
SUPERVISIOR

03

VAV-6 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 5 3/4"C,2#12,#12G STORES MATERIAL
MANAGEMENT

20

VAV-6 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 7 3/4"C,2#12,#12G HALL 02
VAV-6 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 7 3/4"C,2#12,#12G MEDIA STORAGE ROOM 18
VAV-8 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 2 3/4"C,2#12,#12G MACHINE SHOP CREW

LEADER & CLERK OFFICE
04

VAV-8 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 5 3/4"C,2#12,#12G STORES MATERIAL
MANAGEMENT

20

VAV-8 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 7 3/4"C,2#12,#12G EQUIPMENT INSPECTION
AND IN-SERVICE OFFICE

17

VAV-8 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE1 11 3/4"C,2#12,#12G GARAGE SUPERVISOR 15
VAV-8 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE1 11 3/4"C,2#12,#12G EQUIPMENT GENERAL

SUPERVISOR
14

VAV-10 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE1 11 3/4"C,2#12,#12G WOMENS ROOM 13
VAV-10 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE1 11 3/4"C,2#12,#12G REPAIR CREW LEADER &

SUPERVISOR OFFICE
16

VAV-12 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 8 3/4"C,2#12,#12G CONFERENCE ROOM 05
VAV-12 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 8 3/4"C,2#12,#12G BREAK ROOM 07
VAV-12 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 8 3/4"C,2#12,#12G HALL 02
VAV-12 VARIABLE AIR VOLUME 1 1.25 20 1 120 V HPE2 8 3/4"C,2#12,#12G BREAK ROOM 07
VES-1 EXHAUST FAN (3HP) WIRED VIA VFD 11 13.75 25 30AS/20AF 3 208 V HPB2 10,12,14 NEMA 3R 3/4"C,3#12,#12G REPAIR BAYS 28
VES-1 EXHAUST FAN (3HP) WIRED VIA VFD 11 13.75 25 30AS/20AF 3 208 V HPB2 13,15,17 NEMA 3R 3/4"C,3#12,#12G REPAIR BAYS 28
VES-1 EXHAUST FAN (3HP) WIRED VIA VFD 11 13.75 25 30AS/20AF 3 208 V HPB2 16,18,20 NEMA 3R 3/4"C,3#12,#12G REPAIR BAYS 28
VES-1 EXHAUST FAN (3HP) WIRED VIA VFD 11 13.75 25 30AS/20AF 3 208 V HPB1 20,22,24 NEMA 3R 3/4"C,3#12,#12G REPAIR BAYS 28
VES-1 EXHAUST FAN (3HP) WIRED VIA VFD 11 13.75 25 30AS/20AF 3 208 V HPB1 31,33,35 NEMA 3R 3/4"C,3#12,#12G REPAIR BAYS 28
VES-1 EXHAUST FAN (3HP) WIRED VIA VFD 11 13.75 25 30AS/20AF 3 208 V HPA1 34,36,38 NEMA 3R 3/4"C,3#12,#12G REPAIR BAYS 28
VES-1 EXHAUST FAN (3HP) WIRED VIA VFD 11 13.75 25 30AS/20AF 3 208 V HPA1 35,37,39 NEMA 3R 3/4"C,3#12,#12G LUBE BAYS 25
VES-1 EXHAUST FAN (3HP) WIRED VIA VFD 11 13.75 25 30AS/20AF 3 208 V HPF1 36,38,40 NEMA 3R 3/4"C,3#12,#12G AERIAL BUCKET BAYS 32
VES-1 EXHAUST FAN (3HP) WIRED VIA VFD 11 13.75 25 30AS/20AF 3 208 V HPA1 40,42,44 NEMA 3R 3/4"C,3#12,#12G REPAIR BAYS 28
VES-1 EXHAUST FAN (3HP) WIRED VIA VFD 11 13.75 25 30AS/20AF 3 208 V HPA1 53,55,57 NEMA 3R 3/4"C,3#12,#12G REPAIR BAYS 28
VF-1 VENTILATING FAN (5HP) WIRED VIA VFD 17.5 21.87 40 30AS/30AF 3 208 V HPA1 41,43,45 NEMA 3R 3/4"C,3#8,#10G
VF-2 VENTILATING FAN (5HP) WIRED VIA VFD 17.5 21.87 40 30AS/30AF 3 208 V HPB1 25,27,29 NEMA 3R 3/4"C,3#8,#10G
VF-3 VENTILATING FAN (3/4HP) WIRED VIA VFD 3.6 4.5 20 30AS/10AF 3 208 V HPB1 8,10,12 NEMA 3R 3/4"C,3#12,#12G
VF-4 VENTILATING FAN (1HP) WIRED VIA VFD 4.8 6 20 30AS/10AF 3 208 V HPB1 13,15,17 NEMA 3R 3/4"C,3#12,#12G
VF-5 VENTILATING FAN (1.5HP) WIRED VIA VFD 6.9 8.62 20 30AS/10AF 3 208 V HPE1 31,33,35 NEMA 3R 3/4"C,3#10,#10G
VF-6 VENTILATING FAN (1.5HP) WIRED VIA VFD 6.9 8.62 20 30AS/10AF 3 208 V HPE1 32,34,36 NEMA 3R 3/4"C,3#12,#12G
VF-7 VENTILATING FAN (1/2HP) WIRED VIA VFD 2.5 3.12 20 30AS/6AF 3 208 V HPA1 10,12,14 NEMA 3R 3/4"C,3#12,#12G
VF-8 VENTILATING FAN (1.5HP) WIRED VIA VFD 6.9 8.62 20 30AS/10AF 3 208 V HPA1 22,24,26 NEMA 3R 3/4"C,3#12,#12G
VF-9 VENTILATING FAN (2HP) WIRED VIA VFD 7.8 9.8 20 30AS/10AF 3 208 V HPF1 31,33,35 NEMA 3R 3/4"C,3#10,#10G
VF-10 VENTILATING FAN (2HP) WIRED VIA VFD 7.8 9.8 20 30AS/10AF 3 208 V HPF1 25,27,29 NEMA 3R 3/4"C,3#12,#12G
VF-11 VENTILATING FAN (2HP) WIRED VIA VFD 7.8 9.8 20 30AS/10AF 3 208 V HPF1 30,32,34 NEMA 3R 3/4"C,3#12,#12G
VF-12 VENTILATING FAN (1.5HP) WIRED VIA VFD 6.9 8.62 20 30AS/10AF 3 208 V HPA1 17,19,21 NEMA 3R 3/4"C,3#12,#12G
VF-13 VENTILATING FAN (1/4HP) WIRED VIA VFD 1.9 2.37 20 30AS/10AF 3 208 V HPG1 4,6,8 NEMA 3R 3/4"C,3#12,#12G
VF-14 VENTILATING FAN (1/4HP) WIRED VIA VFD 1.9 2.37 20 30AS/10AF 3 208 V HPG1 7,9,11 NEMA 3R 3/4"C,3#12,#12G
VF-15 VENTILATING FAN (1/2HP) WIRED VIA VFD 2.5 3.12 20 30AS/10AF 3 208 V HPG1 10,12,14 NEMA 3R 3/4"C,3#12,#12G
WB-1 BOILER 8.8 11 20 30AS/20AF 3 208 V HPE2 32,34,36 3/4"C,3#12,#12G MECHANICAL ROOM 10
WB-2 BOILER 8.8 11 20 30AS/20AF 3 208 V HPE2 37,39,41 3/4"C,3#12,#12G MECHANICAL ROOM 10
WB-3 BOILER 8.8 11 20 30AS/20AF 3 208 V HPE2 38,40,42 3/4"C,3#12,#12G MECHANICAL ROOM 10

ELECTRICAL MECHANICAL EQUIPMENT SCHEDULE
TAG DESCRIPTION FLA MCA TRIP DISC./FUSE POLES VOLTAGE PANEL CKT # NEMA FEEDER LOCATION RM #

AC-1 SPLIT AC (INDOOR UNIT) 0.54 0.68 20 30AS/20AF 2 208 V HPE2 16,18 3/4"C,2#12,#12G ELECTRICAL ROOM 09
AC-2 SPLIT AC (INDOOR UNIT) 1 2 20 30AS/20AF 2 208 V HPE2 13,15 3/4"C,2#12,#12G COMM ROOM 08
ACCU-1 SPLIT AC (OUTDOOR UNIT) 14.4 18 30 30AS/25AF 2 208 V HPE2 16,18 NEMA 3R 3/4"C,2#8,#10G
ACCU-2 SPLIT AC (OUTDOOR UNIT) 20.8 26 40 30AS/30AF 2 208 V HPE2 13,15 NEMA 3R 3/4"C,2#8,#10G
ACMP-1 AIR COMPRESSOR (15HP) 56.96 71.15 80 80AS/80AF 3 208 V HPA1 47,49,51 1"C,3#3,#8G LUBRICANT STORAGE /

COMPRESSOR
24

ARD-1 AIR DRYER 12 15 20 1 120 V HPA1 6 3/4"C,2#8,#10G LUBRICANT STORAGE /
COMPRESSOR

24

CP-1 CIRCULATOR PUMP 4 5 20 1 120 V HPE1 4 3/4"C,2#12,#12G MECHANICAL ROOM 10
CP-1 CIRCULATOR PUMP 4 5 20 1 120 V HPE1 4 3/4"C,2#12,#12G MECHANICAL ROOM 10
CUH-1 CABINET UNIT HEATER 1 1.25 20 30AS/20AF 3 208 V HPE1 20,22,24 3/4"C,2#12,#12G VEST 01
CUH-2 CABINET UNIT HEATER 1 1.25 20 30AS/20AF 3 208 V HPE1 25,27,29 3/4"C,2#12,#12G VEST 11
DAC-1 DRY SYSTEM AIR COMPRESSOR (3 HP) 11 13.75 25 30AS/20AF 3 208 V HPE1 38,40,42 3/4"C,3#10,#10G FIRE PUMP ROOM 40
EF-1A EXHAUST FAN (25HP) WIRED VIA VFD 78.4 98 175 100AS/100A

F
3 208 V HPP 19,21,23 NEMA 3R 1-1/4"C, 3#1,#8G

EF-1B EXHAUST FAN (25HP) WIRED VIA VFD 78.4 98 175 100AS/100A
F

3 208 V HPP 14,16,18 NEMA 3R 1-1/4"C, 3#1,#8G

EF-1C EXHAUST FAN (25HP) WIRED VIA VFD 78.4 98 175 100AS/100A
F

3 208 V HPP 20,22,24 NEMA 3R 1-1/4"C, 3#1,#8G

EF-1D EXHAUST FAN (25HP) WIRED VIA VFD 78.4 98 175 100AS/100A
F

3 208 V HPP 25,27,29 NEMA 3R 1-1/4"C, 3#1,#8G

EF-2 EXHAUST FAN (2HP) WIRED VIA VFD 7.8 9.8 20 30AS/10AF 3 208 V HPA1 23,25,27 NEMA 3R 3/4"C,3#12,#12G
EF-3 EXHAUST FAN (3/4HP) WIRED VIA VFD 3.6 4.5 20 30AS/10AF 3 208 V HPP 32,34,36 NEMA 3R 3/4"C,3#10,#10G
EF-4 EXHAUST FAN (2HP) WIRED VIA VFD 7.8 9.8 20 30AS/10AF 3 208 V HPG1 16,18,20 NEMA 3R 3/4"C,3#10,#10G PAINT EQUIPMENT ROOM 35
EF-5 EXHAUST FAN (3/4HP) WIRED VIA VFD 3.6 4.5 20 30AS/10AF 3 208 V HPP 37,39,41 NEMA 3R 3/4"C,3#10,#10G
EHF-1 EXHAUST FAN (1.5HP) WIRED VIA VFD 6.9 8.62 20 30AS/10AF 3 208 V HPF1 13,15,17 NEMA 3R 3/4"C,3#12,#12G WELD / FABRICATION

SHOP
33

EHF-1 EXHAUST FAN (1.5HP) WIRED VIA VFD 6.9 8.62 20 30AS/10AF 3 208 V HPB1 14,16,18 NEMA 3R 3/4"C,3#12,#12G WELD SHOP 30
EHF-1 EXHAUST FAN (1.5HP) WIRED VIA VFD 6.9 8.62 20 30AS/10AF 3 208 V HPF1 18,20,22 NEMA 3R 3/4"C,3#12,#12G AERIAL BUCKET BAYS 32
EHF-1 EXHAUST FAN (1.5HP) WIRED VIA VFD 6.9 8.62 20 30AS/10AF 3 208 V HPF1 19,21,23 NEMA 3R 3/4"C,3#12,#12G MACHINE SHOP 31
ERU-1 ENERGY RECOVERY UNIT 61 76.25 150 200AS/150A

F
3 208 V HPP 2,4,6 NEMA 3R 1-1/4"C,3#3,#8G

ERU-2 ENERGY RECOVERY UNIT 61 76.25 150 200AS/150A
F

3 208 V HPP 1,3,5 NEMA 3R 1-1/4"C,3#3,#8G

ERU-3 ENERGY RECOVERY UNIT 13.1 16.38 30 30AS/30AF 3 208 V HPP 7,9,11 NEMA 3R 3/4"C,3#10,#10G
ERU-4 ENERGY RECOVERY UNIT 39.55 49.44 90 100AS/90AF 3 208 V HPP 8,10,12 NEMA 3R 1"C,3#6,#10G
EWH-1 EYE WASH HEATER 50 62.5 70 100AS/70AF 3 208 V HPG1 19,21,23 1"C,3#4,#8G PARTS WASHER 34
EWH-1 EYE WASH HEATER 50 62.5 70 100AS/70AF 3 208 V HPB1 26,28,30 1"C,3#4,#8G WELD SHOP 30
EWH-1 EYE WASH HEATER 50 62.5 70 100AS/70AF 3 208 V HPF1 37,39,41 1"C,3#4,#8G AERIAL BUCKET BAYS 32
EWH-1 EYE WASH HEATER 50 62.5 70 100AS/70AF 3 208 V HPF1 42,44,46 1"C,3#4,#8G WELD / FABRICATION

SHOP
33

EWH-1 EYE WASH HEATER 50 62.5 70 100AS/70AF 3 208 V HPF1 43,45,47 1"C,3#4,#8G MACHINE SHOP 31
EWH-1 EYE WASH HEATER 50 62.5 70 100AS/70AF 3 208 V HPA1 46,48,50 1"C,3#4,#8G LUBE BAYS 25
FPC-1 FIRE PUMP CONTROLLER 1 1.25 20 1 120 V FP 2 3/4"C,2#12,#12G FIRE PUMP ROOM 40
FPH-1 FIRE PUMP HEATER 1 1.25 20 1 120 V FP 3 3/4"C,2#12,#12G FIRE PUMP ROOM 40
GWH-1 GAS WATER HEATER 1 1.25 20 1 120 V HPE1 1 3/4"C,2#12,#12G MECHANICAL ROOM 10
GWH-1 GAS WATER HEATER 1 1.25 20 1 120 V HPE1 8 3/4"C,2#12,#12G MECHANICAL ROOM 10
GWH-1 GAS WATER HEATER 1 1.25 20 1 120 V HPE1 9 3/4"C,2#12,#12G MECHANICAL ROOM 10
GWH-1 GAS WATER HEATER 1 1.25 20 1 120 V HPE1 12 3/4"C,2#12,#12G MECHANICAL ROOM 10
GWH-2 GAS WATER HEATER 1 1.25 20 1 120 V HPA1 1 3/4"C,2#12,#12G LUBRICANT STORAGE /

COMPRESSOR
24

HWP-1 PUMP (5 HP) 17.5 21.87 40 30AS/30AF 3 208 V HPE1 43,45,47 3/4"C,3#10,#10G MECHANICAL ROOM 10
HWP-2 PUMP (20 HP) 62.3 77.87 150 100AS/90AF 3 208 V MDP 13,15,17 1-1/4"C,3#3,#8G MECHANICAL ROOM 10
HWP-3 PUMP (10 HP) 32.3 40.37 80 60AS/50AF 3 208 V HPE1 49,51,53 1"C,3#6,#10G MECHANICAL ROOM 10
HWP-4 PUMP (20 HP) 62.3 77.87 150 100AS/90AF 3 208 V MDP 19,21,23 1-1/4"C,3#3,#8G MECHANICAL ROOM 10
HWP-5 PUMP (5 HP) 17.5 21.87 40 30AS/30AF 3 208 V HPE1 44,46,48 3/4"C,3#10,#12G MECHANICAL ROOM 10
HWP-6 PUMP (3/4 HP) 3.6 4.5 20 30AS/10AF 3 208 V HPE1 26,28,30 3/4"C,3#12,#12G MECHANICAL ROOM 10
JP-1 JOCKEY PUMP (2HP) 7.8 9.8 20 30AS/10AF 3 208 V FP 18,20,22 3/4"C,3#12,#12G FIRE PUMP ROOM 40
JPC-1 JOCKEY PUMP CONTROLLER 4 5 20 30AS/20AF 2 208 V FP 8,10 3/4"C,2#12,#12G FIRE PUMP ROOM 40
RTU-1 ROOFTOP UNIT 89.6 112 125 200AS/150A

F
3 208 V HPP 26,28,30 NEMA 3R 1-1/4"C, 3#1,#6G

TE-1 EXHAUST FAN (3/4HP) WIRED VIA VFD 3.6 4.5 20 30AS/10AF 3 208 V HPP 31,33,35 NEMA 3R 3/4"C,3#12,#12G
UH-1 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPA1 29,31,33 3/4"C,3#10,#10G EQUIPMENT INSPECTION /

CNG INSPECTION
26

UH-2 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPA1 29,31,33 3/4"C,3#12,#10G EQUIPMENT INSPECTION /
CNG INSPECTION

26

UH-3 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPA1 16,18,20 3/4"C,3#12,#12G TOOL CRIB 27
UH-4 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPA1 16,18,20 3/4"C,3#12,#12G REPAIR BAYS 28
UH-5 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPB2 7,9,11 3/4"C,3#12,#12G REPAIR BAYS 28
UH-6 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPB2 4,6,8 3/4"C,3#12,#12G REPAIR BAYS 28
UH-7 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPB1 7,9,11 3/4"C,3#12,#12G REPAIR BAYS 28
UH-8 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPB1 19,21,23 3/4"C,3#10,#10G WELD SHOP 30
UH-9 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPB1 19,21,23 3/4"C,3#10,#10G WELD SHOP 30
UH-10 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPB1 19,21,23 3/4"C,3#12,#12G REPAIR BAYS 28
UH-11 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPA1 29,31,33 3/4"C,3#10,#10G REPAIR BAYS 28
UH-12 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPA1 28,30,32 3/4"C,3#10,#10G LUBE BAYS 25
UH-13 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPA1 28,30,32 3/4"C,3#10,#10G LUBE BAYS 25
UH-14 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPA1 28,30,32 3/4"C,3#10,#10G LUBE BAYS 25
UH-15 UNIT HEATER (1/20HP) 1.4 1.75 20 30AS/20AF 3 208 V HPA1 11,13,15 3/4"C,3#12,#12G LUBRICANT STORAGE /

COMPRESSOR
24

UH-16 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPA1 11,13,15 3/4"C,3#12,#12G WASH BAY 23
UH-17 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPE1 37,39,41 3/4"C,3#12,#12G STORES STOCKROOM 22
UH-18 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPE1 37,39,41 3/4"C,3#12,#12G STORES STOCKROOM 22
UH-19 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPE1 37,39,41 3/4"C,3#12,#12G STORES STOCKROOM 22
UH-20 UNIT HEATER (1/20HP) 1.4 1.75 20 30AS/20AF 3 208 V HPE2 31,33,35 3/4"C,3#12,#12G ELECTRICAL ROOM 09
UH-21 UNIT HEATER (1/32HP) 0.4 0.5 20 30AS/20AF 3 208 V HPE2 31,33,35 3/4"C,3#12,#12G FIRE PUMP ROOM 40
UH-22 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPF1 7,9,11 3/4"C,3#12,#12G MACHINE SHOP 31
UH-23 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPF1 6,8,10 3/4"C,3#12,#12G MACHINE SHOP 31
UH-24 UNIT HEATER (1/32HP) 0.4 0.5 20 30AS/20AF 3 208 V HPG1 13,15,17 3/4"C,3#10,#10G PARTS WASHER 34
UH-25 UNIT HEATER (1/20HP) 1.4 1.75 20 30AS/20AF 3 208 V HPG1 13,15,17 3/4"C,3#10,#10G PAINT EQUIPMENT ROOM 35
UH-26 UNIT HEATER (1/20HP) 1.4 1.75 20 30AS/20AF 3 208 V HPG1 13,15,17 3/4"C,3#10,#10G PAINT BAYS 36
UH-27 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPF1 24,26,28 3/4"C,3#10,#10G WELD / FABRICATION

SHOP
33

UH-28 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPF1 24,26,28 3/4"C,3#10,#10G WELD / FABRICATION
SHOP

33

UH-29 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPF1 24,26,28 3/4"C,3#10,#10G WELD / FABRICATION
SHOP

33

UH-30 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPF1 12,14,16 3/4"C,3#12,#12G AERIAL BUCKET BAYS 32
UH-31 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPF1 12,14,16 3/4"C,3#12,#12G AERIAL BUCKET BAYS 32
UH-32 UNIT HEATER (1/2HP) 2.6 3.25 20 30AS/20AF 3 208 V HPP 13,15,17 3/4"C,3#12,#12G

N.T.S. 11.64
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AR REPAIR FACILITY

CW 118-0167

ELE-602
MISC. EQUIPMENT

SCHEDULE

ROCKY HILL

NO. Revision Description Date

SPECIALTY EQUIPMENT SCHEDULE
TAG DESCRIPTION CT-DOT TAG HP FLA MCA MOCP DISC./FUSE PANEL POLES VOLTAGE CIRCUIT # FEEDER LOCATION RM

E1 LEBLOND LATHE 51-110 3 8.2 A 13.8 A 20 30AS/20AF PPF1 3 208 V 34,36,38 1"C,3#12,#12G MACHINE SHOP 31
E2 AXELSON LATHE 51-062 5 13.3 A 16.6 A 40 60AS/40AF PMS2 3 230 V 23,25,27 1"C,3#12,#12G MACHINE SHOP 31
E3 LEBLOND LATHE 49-2627 3 9.6 A 12.0 A 20 30AS/30AF PMS1 3 230 V 19,21,23 1"C,3#10,#10G MACHINE SHOP 31
E4 CINCINNATI LATHE 51-478 16.5 A 20.6 A 25 30AS/25AF PPF1 3 208 V 40,42,44 1"C,3#10,#10G MACHINE SHOP 31
E5 SEBASTIAN LATHE 51-067 2 6.4 A 8.0 A 20 30AS/10AF PMS2 3 230 V 14,16,18 1"C,3#12,#12G MACHINE SHOP 31
E6 SOUTHBEND LATHE 51-111 2 3.6 A 4.5 A 20 30AS/10AF PPF2 3 208 V 16,18,20 1"C,3#10,#10G AERIAL BUCKET BAYS 32
E7 OSTER THREADING MACHINE 50-675 3 9.4 A 12.0 A 20 30AS/20AF PMS1 3 240 V 22,24,26 1"C,3#10,#10G MACHINE SHOP 31
E8 ROCKWELL MILLING MACHINE 51-516 3/4 6.9 A 10.6 A 20 30AS/10AF PMS1 2 230 V 1,3 1"C,2#12,#12G MACHINE SHOP 31
E9 BRIDGEPORT 51-234 1 3.5 A 6.0 A 20 30AS/20AF PMS1 3 240 V 10,12,14 1"C,3#12,#12G MACHINE SHOP 31
E10 BRIDGEPORT 51-10079 2 6.5 A 8.1 A 20 30AS/10AF PPF1 3 208 V 31,33,35 1"C,3#12,#12G MACHINE SHOP 31
E11 BRIDGEPORT (ENGINE REPAIR) 51-0591 1 3.8 A 6.0 A 20 30AS/6AF PMS2 3 230 V 5,7,9 1"C,3#12,#12G MACHINE SHOP 31
E12 MRF MILL 51-334 20.3 A 25.4 A 30 30AS/30AF PMS2 3 230 V 29,31,33 1"C,3#10,#10G MACHINE SHOP 31
E13 JOHANSSON DRILL PRESS (HEAVY DUTY) 52-10120 3 9.3 A 11.6 A 20 30AS/15AF PPF2 3 208 V 40,42,44 1"C,3#12,#12G WELD / FABRICATION

SHOP
33

E14 DO-ALL TOOL MAKER / SURFACE
GRINDER

53-10053 3.0 A 15.0 A 20 30AS/15AF PPF1 3 208 V 28,30,32 1"C,3#10,#10G MACHINE SHOP 31

E15 ID-OD GRINDER MACHINE 53-10060 7.8 A 9.8 A 20 30AS/20AF PMS2 3 240 V 17,19,21 1"C,3#12,#12G MACHINE SHOP 31
E16 HEAD GRINDER 53-339 5 13.0 A 16.3 A 40 30AS/30AF PPF1 3 208 V 37,39,41 1"C,3#10,#10G MACHINE SHOP 31
E17 CYLINDER HONE 58-1196 10.0 A 12.5 A 20 PPF1 1 120 V 10 1"C,2#12,#12G MACHINE SHOP 31
E18 FLYWHEEL GRINDER 53-212 1 4.8 A 6.0 A 20 30AS/20AF PMS2 3 230 V 8,10,12 1"C,3#12,#12G MACHINE SHOP 31
E20 MARVEL BAND SAW 51-301 15.4 A 19.3 A 30 30AS/20AF PMS1 3 230 V 28,30,32 1"C,3#12,#12G MACHINE SHOP 31
E21 ROCKWELL BAND SAW 51-10013 13.5 A 16.9 A 20 30AS/20AF PMS1 2 230 V 6,8 1"C,2#12,#12G MACHINE SHOP 31
E23 CYLINDER BORING MACHINE 49-2597 10.8 A 13.5 A 20 PPF1 1 120 V 13 1"C,2#12,#12G MACHINE SHOP 31
E24 BORING BAR MACHINE 57-1320 11.0 A 13.8 A 30 PPF1 1 120 V 11 1"C,2#12,#12G MACHINE SHOP 31
E25 CONNECTED ROD FITTING MACHINE 49-2957 8.2 A 10.3 A 20 PPF1 1 120 V 9 1"C,2#12,#12G MACHINE SHOP 31
E26 SAND BLAST CABINET 58-1195 1 13.0 A 16.3 A 20 PPF2 1 120 V 7 1"C,2#12,#12G AERIAL BUCKET BAYS 32
E27 BENCH GRINDER WITH BELT SANDER 8.4 A 10.5 A 20 30AS/20AF PMS2 2 230 V 1,3 1"C,2#12,#12G MACHINE SHOP 31
E28 JET 1340 ENGINE LATHE 51-0557 2 9.2 A 11.5 A 25 30AS/25AF PMS2 3 230 V 20,22,24 1"C,3#12,#12G MACHINE SHOP 31
E29 TORNANDO 40 HI-PROFIL PARTS WASHER 58-1204 20 62.3 A 77.9 A 150 100AS/90AF MDP 3 208 V 7,9,11 1-1/4"C,3#3,#8G PARTS WASHER 34
E31 SHEAR/PUNCH 55-10036 14.8 A 18.5 A 20 30AS/20AF PMS2 3 230 V 26,28,30 1"C,3#12,#12G WELD / FABRICATION

SHOP
33

E32 VALVE CUTTER 53-561 11.0 A 13.8 A 20 PPF1 1 120 V 12 1"C,2#12,#12G MACHINE SHOP 31
E33 MANLEY HYD PRESS 54-0034 3.4 A 4.3 A 20 30AS/20AF PMS2 3 230 V 2,4,6 1"C,3#12,#12G WELD / FABRICATION

SHOP
33

E34 BUFFALO DRILL PRESS 52-149 6.4 A 8.0 A 20 30AS/20AF PMS2 3 230 V 11,13,15 1"C,3#12,#12G WELD / FABRICATION
SHOP

33

E40 HUNTER #DSP9200-D TIRE BALANCER 49-10353 15.0 A 18.5 A 20 30AS/20AF PMS1 2 230 V 2,4 1"C,2#12,#12G REPAIR BAYS 28
E41 COMPRESSED AIR TIRE CHANGER 12.0 A 15.0 A 20 PPB1 1 120 V 20 3/4"C,2#12,#12G
E42 MODEL #EEBR312A BRAKE DRUM LATHE 51-10042 11.0 A 13.8 A 20 PPB1 1 120 V 11 1"C,2#12,#12G REPAIR BAYS 28
E43 STANDARD MODEL #24FAS PEDESTAL

GRINDER
53-117 5.4 A 6.8 A 20 30AS/20AF PMS1 3 240 V 16,18,20 1"C,3#12,#12G WELD SHOP 30

E44 WALKER/TURNER MODEL #121614 DRILL
PRESS

52-870 2.0 A 2.5 A 20 30AS/20AF PPB1 3 208 V 14,16,18 1"C,3#12,#12G WELD SHOP 30

E45 JOHNSON MODEL BAND SAW 51-333 3.6 A 4.5 A 20 30AS/10AF PPB1 3 208 V 15,17,19 1"C,3#12,#12G WELD SHOP 30
E46 BUFFALO DRILL PRESS MODEL #22 52-341 7.8 A 9.8 A 20 30AS/10AF PPB1 3 208 V 21,23,25 1"C,3#12,#12G WELD SHOP 30
E47 DUAL BELT SANDER/GRINDER 11.5 A 14.7 A 30 30AS/15AF PPB1 2 208 V 8,10 1"C,2#12,#12G WELD SHOP 30
E52 ROMI LATHE 17.9 A 22.4 A 30 30AS/30AF PPF2 3 208 V 46,48,50 1"C,3#10,#10G WELD / FABRICATION

SHOP
33

E53 CAROUSEL (1 HP) 8.0 A 11.5 A 20 30AS/15AF PMS1 2 240 V 5,7 1"C,2#12,#12G STORES STOCKROOM 22

N.T.S.

MISC. EQUIPMENT SCHEDULE
TAG DESCRIPTION FLA MCA TRIP DISC./FUSE PANEL CIRCUIT # POLES VOLTAGE FEEDER NOTES LOCATION RM #

C-1 BRIDGE CRANE (5 TON) 47.0
A

59.0
A

60 60AS/60AF PPA1 33,35,37 3 208 V 1"C,3#4,#10G REPAIR BAYS 28

C-2 BRIDGE CRANE (3 TON) 40.0
A

50.0
A

50 60AS/50AF PPB1 56,58,60 3 208 V 1"C,3#6,#10G WELD SHOP 30

C-3 MONORAIL CRANE (3 TON/3 HP) 9.6 A 13.8
A

25 30AS/25AF PMS1 25,27,29 3 240 V 3/4"C,3#10,#10G LUBE BAYS 25

C-4 BRIDGE CRANE (3 TON) 40.0
A

50.0
A

50 60AS/50AF PPF1 43,45,47 3 208 V 1"C,3#6,#10G MACHINE SHOP 31

C-5 BRIDGE CRANE (3 TON) 40.0
A

50.0
A

50 60AS/50AF PPF1 46,48,50 3 208 V 1"C,3#6,#10G AERIAL BUCKET BAYS 32

C-6 BRIDGE CRANE (5 TON) 47.0
A

59.0
A

60 60AS/60AF PPF1 58,60,62 3 208 V 1"C,3#4,#10G WELD / FABRICATION SHOP 33

L1 SMALL DRIVE-ON LIFT (12,000 LBS) 12.6
A

15.8
A

20 30AS/20AF PPA1 8,10 2 208 V 1"C,2#12,#12G REPAIR BAYS 28

L2 HEAVY DUTY DRIVE-ON-LIFT (33,000 LBS) 14.2
A

17.8
A

20 30AS/20AF PPB1 26,28,30 3 208 V 3/4"C,3#10,#10G REPAIR BAYS 28

L3 PARALLELOGRAM LIFT (65,000 LBS - 20HP) 62.3
A

77.9
A

150 100AS/90AF MDP 1,3,5 3 208 V 1-1/2"C,3#1/0,#6G LUBE BAYS 25

L3 PARALLELOGRAM LIFT (65,000 LBS - 20HP) 62.3
A

77.9
A

150 100AS/90AF MDP 2,4,6 3 208 V 1-1/2"C,3#1/0,#6G LUBE BAYS 25

L4 CHARGING STATION FOR MOBILE LIFT (72,000 LB) 3.0 A 4.0 A 20 PPA1 7 1 120 V 3/4"C,2#12,#12G REPAIR BAYS 28
L4 CHARGING STATION FOR MOBILE LIFT (72,000 LB) 3.0 A 4.0 A 20 PPB1 7 1 120 V 3/4"C,2#12,#12G REPAIR BAYS 28
L4 CHARGING STATION FOR MOBILE LIFT (72,000 LB) 3.0 A 4.0 A 20 PPA1 4 1 120 V 3/4"C,2#12,#12G REPAIR BAYS 28
L4 CHARGING STATION FOR MOBILE LIFT (72,000 LB) 3.0 A 4.0 A 20 PPF1 4 1 120 V 3/4"C,2#12,#12G AERIAL BUCKET BAYS 32
L4 CHARGING STATION FOR MOBILE LIFT (72,000 LB) 3.0 A 4.0 A 20 PPF1 8 1 120 V 3/4"C,2#12,#12G AERIAL BUCKET BAYS 32
L4 CHARGING STATION FOR MOBILE LIFT (72,000 LB) 3.0 A 4.0 A 20 PPB1 4 1 120 V 3/4"C,2#12,#12G REPAIR BAYS 28
L5 TWO POST LIFT (2HP) 13.8

A
17.3
A

35 30AS/10AF PPA1 13,15 2 208 V 3/4"C,2#12,#12G REPAIR BAYS 28

OD-1 OVERHEAD DOOR (2HP) 10.0
A

12.5
A

20 30AS/10AF PPG1 10,12,14 3 208 V 3/4"C,3#12,#12G PAINT BAYS 36

OD-1 OVERHEAD DOOR (2HP) 10.0
A

12.5
A

20 30AS/10AF PPF2 22,24,26 3 208 V 3/4"C,3#10,#10G MACHINE SHOP 31

OD-1 OVERHEAD DOOR (2HP) 10.0
A

12.5
A

20 30AS/10AF PPA1 24,26,28 3 208 V 3/4"C,3#12,#12G REPAIR BAYS 28

OD-1 OVERHEAD DOOR (2HP) 10.0
A

12.5
A

20 30AS/10AF PPA1 30,32,34 3 208 V 3/4"C,3#12,#12G EQUIPMENT INSPECTION / CNG
INSPECTION

26

OD-1 OVERHEAD DOOR (2HP) 10.0
A

12.5
A

20 30AS/10AF PPC1 28,30,32 3 208 V 3/4"C,3#12,#12G LUBE BAYS 25

OD-1 OVERHEAD DOOR (2HP) 10.0
A

12.5
A

20 30AS/10AF PPC1 25,27,29 3 208 V 3/4"C,3#12,#12G LUBE BAYS 25

OD-1 OVERHEAD DOOR (2HP) 10.0
A

12.5
A

20 30AS/10AF PPA1 27,29,31 3 208 V 3/4"C,3#12,#12G EQUIPMENT INSPECTION / CNG
INSPECTION

26

OD-1 OVERHEAD DOOR (2HP) 10.0
A

12.5
A

20 30AS/10AF PPF2 28,30,32 3 208 V 3/4"C,3#8,#10G WELD / FABRICATION SHOP 33

OD-1 OVERHEAD DOOR (2HP) 10.0
A

12.5
A

20 30AS/10AF PPF2 25,27,29 3 208 V 3/4"C,3#8,#10G WELD / FABRICATION SHOP 33

OD-1 OVERHEAD DOOR (2HP) 10.0
A

12.5
A

20 30AS/10AF PPF2 19,21,23 3 208 V 3/4"C,3#10,#10G AERIAL BUCKET BAYS 32

OD-1 OVERHEAD DOOR (2HP) 10.0
A

12.5
A

20 30AS/10AF PPB1 32,34,36 3 208 V 3/4"C,3#12,#12G WELD SHOP 30

OD-1 OVERHEAD DOOR (2HP) 10.0
A

12.5
A

20 30AS/10AF PPE1 56,58,60 3 208 V 3/4"C,3#10,#10G STORES STOCKROOM 22

OD-1 OVERHEAD DOOR (2HP) 10.0
A

12.5
A

20 30AS/10AF PPB1 27,29,31 3 208 V 3/4"C,3#12,#12G REPAIR BAYS 28

OD-1 OVERHEAD DOOR (2HP) 10.0
A

12.5
A

20 30AS/10AF PPC1 31,33,35 3 208 V 3/4"C,3#12,#12G WASH BAY 23

OD-1 OVERHEAD DOOR  (2HP) 10.0
A

12.5
A

20 30AS/10AF PPG1 13,15,17 3 208 V 3/4"C,3#12,#12G PAINT BAYS 36

OD-1 OVERHEAD DOOR  (2HP) 10.0
A

12.5
A

20 30AS/10AF PP-CS 4,6,8 3 208 V 3/4"C,3#12,#12G

PRW-
1

PRESSURE WASHER (7.5HP) 25.3
A

31.6
A

60 60AS/45AF PPC1 34,36,38 3 208 V 1"C,3#4,#10G WASH BAY 23

PRW-
1

PRESSURE WASHER (7.5HP) 25.3
A

31.6
A

60 60AS/45AF PPG1 16,18,20 3 208 V 1"C,3#4,#10G PARTS WASHER 34

WR1 WELDING RECEPTACLE 80.0
A

100.0
A

100 PPA1 39,41,43 3 208 V 1"C,3#1,#8G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

REPAIR BAYS 28

WR1 WELDING RECEPTACLE 80.0
A

100.0
A

100 PPA1 36,38,40 3 208 V 1"C,3#1,#8G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

REPAIR BAYS 28

WR1 WELDING RECEPTACLE 80.0
A

100.0
A

100 PPB2 14,16,18 3 208 V 1"C,3#1,#8G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

REPAIR BAYS 28

WR1 WELDING RECEPTACLE 80.0
A

100.0
A

100 PPB1 38,40,42 3 208 V 1"C,3#1,#8G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

REPAIR BAYS 28

WR1 WELDING RECEPTACLE 80.0
A

100.0
A

100 PPB2 17,19,21 3 208 V 1"C,3#1,#8G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

REPAIR BAYS 28

WR1 WELDING RECEPTACLE 80.0
A

100.0
A

100 PPB1 39,41,43 3 208 V 1"C,3#1,#8G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

WELD SHOP 30

WR1 WELDING RECEPTACLE 80.0
A

100.0
A

100 PPB1 45,47,49 3 208 V 1"C,3#1,#8G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

WELD SHOP 30

WR1 WELDING RECEPTACLE 80.0
A

100.0
A

100 PPB1 44,46,48 3 208 V 1"C,3#1,#8G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

WELD SHOP 30

WR1 WELDING RECEPTACLE 80.0
A

100.0
A

100 PPB1 50,52,54 3 208 V 1"C,3#1,#8G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

WELD SHOP 30

WR1 WELDING RECEPTACLE 80.0
A

100.0
A

100 PPB1 33,35,37 3 208 V 1"C,3#1,#8G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

WELD SHOP 30

WR1 WELDING RECEPTACLE 80.0
A

100.0
A

100 PPF1 49,51,53 3 208 V 1"C,3#1,#8G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

WELD / FABRICATION SHOP 33

WR1 WELDING RECEPTACLE 80.0
A

100.0
A

100 PPF2 31,33,35 3 208 V 1"C,3#1,#8G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

WELD / FABRICATION SHOP 33

WR1 WELDING RECEPTACLE 80.0
A

100.0
A

100 PPF1 52,54,56 3 208 V 1"C,3#1,#8G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

WELD / FABRICATION SHOP 33

WR1 WELDING RECEPTACLE 80.0
A

100.0
A

100 PPF1 55,57,59 3 208 V 1"C,3#1,#8G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

WELD / FABRICATION SHOP 33

WR1 WELDING RECEPTACLE 80.0
A

100.0
A

100 PPB2 20,22,24 3 208 V 1"C,3#1,#8G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

REPAIR BAYS 28

WR1 WELDING RECEPTACLE 80.0
A

100.0
A

100 PPF1 61,63,65 3 208 V 1"C,3#1,#8G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

MACHINE SHOP 31

WR5 WELDING RECEPTACLE 40.0
A

50.0
A

50 PPF2 12,14 2 208 V 1"C,2#6,#10G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

AERIAL BUCKET BAYS 32

WR5 WELDING RECEPTACLE 40.0
A

50.0
A

50 PPC1 20,22 2 208 V 1"C,2#6,#10G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

LUBE BAYS 25

WR5 WELDING RECEPTACLE 40.0
A

50.0
A

50 PPC1 21,23 2 208 V 1"C,2#6,#10G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

LUBE BAYS 25

WR5 WELDING RECEPTACLE 40.0
A

50.0
A

50 PPC1 9,11 2 208 V 1"C,2#6,#10G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

LUBE BAYS 25

WR5 WELDING RECEPTACLE 40.0
A

50.0
A

50 PPF2 8,10 2 208 V 1"C,2#6,#10G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

AERIAL BUCKET BAYS 32

WR5 WELDING RECEPTACLE 40.0
A

50.0
A

50 PPC1 6,8 2 208 V 1"C,2#6,#10G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

LUBE BAYS 25

WR5 WELDING RECEPTACLE 40.0
A

50.0
A

50 PPC1 24,26 2 208 V 1"C,2#6,#10G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

LUBE BAYS 25

WR5 WELDING RECEPTACLE 40.0
A

50.0
A

50 PPF2 15,17 2 208 V 1"C,2#6,#10G COORDINATE WIRE SIZE PRIOR TO
INSTALLATION

AERIAL BUCKET BAYS 32

11.65
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AR REPAIR FACILITY

CW 118-0167

ELE-603
LIGHTING FIXTURE

SCHEDULE

ROCKY HILL

LIGHTING FIXTURE SCHEDULE
TAG DESCRIPTION MOUNTING MANUF. MODEL LAMP VOLTAGE NOTES

A High Bay Explosion Proof Fixture PENDANT RIGALITE XP-LED-100L-4-4L-U-COORDINATE PENDANT LENGTH WITH THE ARCHITECT LED 120 V Provide with mounting accessories.
AE High Bay Explosion Proof Fixture PENDANT RIGALITE XP-LED-100L-4-4L-U-EM-COORDINATE PENDANT LENGTH WITH THE ARCHITECT LED 120 V Provide with mounting accessories. Provide with emergency

battery pack.
B4 4' Wet Listed Fixture PENDANT RIGALITE NMFH-T5HO-4-U-86228-COORDINATE PENDANT LENGTH WITH THE ARCHITECT T5 HO 120 V Wired via Field Relay (FR).
B4E 4' Wet Listed Fixture PENDANT RIGALITE NMFH-T5HO-4-U-EM-86228-COORDINATE PENDANT LENGTH WITH THE ARCHITECT T5 HO 120 V Wired via FR. Provide with emergency battery pack.
C2 2'x2' Direct/Indirect Fixture CEILING CORELITE 22EN-LD1-25-UNV-L835-CD1-U LED 120 V Wired via DAC.
C2E 2'x2' Direct/Indirect Fixture CEILING CORELITE 22EN-LD1-25-UNV-EL-L835-CD1-U LED 120 V Wired via DAC. Provide with emergency module.
D2 2'x2' Direct/Indirect Fixture CEILING CORELITE 22EN-LD1-43-UNV-L835-CD1-U LED 120 V Wired via DAC.
D2E 2'x2' Direct/Indirect Fixture CEILING CORELITE 22EN-LD1-43-UNV-EL-L835-CD1-U LED 120 V Wired via DAC. Provide with emergency module.
E4 4' Wraparound Fixture CEILING/PENDANT METALUX SNLED-LD1-58-LC-UNV-L840-CD1-U-AYC-CHAIN SET LED 120 V Wired via DAC.
E4E 4' Wraparound Fixture CEILING/PENDANT METALUX SNLED-LD1-58-LC-EL10W-120-L840-CD1-U-AYC-CHAIN SET LED 120 V Wired via DAC. Provide with emergency module.
F4 4' Wraparound Fixture CEILING/PENDANT METALUX SNLED-LD1-31-LC-UNV-L840-CD1-U-AYC-CHAIN SET LED 120 V Wired via DAC.
F4E 4' Wraparound Fixture CEILING/PENDANT METALUX SNLED-LD1-31-LC-EL10W-120-L840-CD1-U-AYC-CHAIN SET LED 120 V Wired via DAC.  Provide with emergency module.
J Recessed Downlight CEILING PORTFOLIO LD6A-10-DE010-ERW6A10-835-6LW0-LI LED 120 V Wired via DAC.
JE Recessed Downlight CEILING PORTFOLIO LD6A-10-DE010-EMBOD-ERW6A10-835-6LW0-LI LED 120 V Wired via DAC. Provide with emergency module.
P High Bay Fixture PENDANT METALUX HBLED-LD2-18-W-CL-UNV-L840-CD-2-U-CUSTOM LENGTH CHAIN SET LED 120 V Wired via DAC.
PE High Bay Fixture PENDANT METALUX HBLED-LD2-18-W-CL-UNV-EL14-L840-CD-2-U-CUSTOM LENGTH CHAIN SET LED 120 V Wired via DAC. Provide with emergency module.
U2 2'x2' Prismatic Fixture CEILING METALUX 2GR-LD1-32-A125-UNV-L835-CD1-G3 (GASKETED) LED 120 V Wired via DAC.
U2E 2'x2' Prismatic Fixture CEILING METALUX 2GR-LD1-32-A125-UNV-EL-L835-CD1-G3 (GASKETED) LED 120 V Wired via DAC. Provide with emergency module.
V LED Skylight CEILING SOLATUBE S750DSC-DAI-F11 FI-E2 AK E-L1 LN-I-WITH DAYLIGHT DIMMER-SEE NOTES LED 120 V Provide each unit with daylight dimmer and a total of two

dimmer switches.
W Paint Booth Light Fixture CEILING/WALL LIGHT FIXTURES TO BE PROVIDED BY PAINT BOOTH MANUFACTURER LED 120 V
X1 Exit Sign  - Single Sided with Battery Backup CEILING/PENDANT/WALL SURE-LITES LPX-7-W-SD-CUSTOM PENDANT LENGTH LED 120 V See electrical device mounting height detail for pendant length.

Coordinate pendant color with the Architect.
X1P Exit Sign  - Explosion Proof With Battery

Backup
WALL/PENDANT RIGALITE XPEX-1-R-DT-WP-EM-SD LED 120 V See electrical device mounting height detail for pendant length.

Coordinate pendant color with the Architect.
X1W Exit Sign  - Weatherproof with Battery

Backup
WALL/PENDANT SURE-LITES UX7-1-R-WH-UXPKA-VRSD-CUSTOM PENDANT LENGTH LED 120 V See electrical device mounting height detail for pendant length.

Coordinate pendant color with the Architect
X2 Exit Sign  - Dual Sided with Battery Backup CEILING/PENDANT/WALL SURE-LITES LPX-7-W-SD-CUSTOM PENDANT LENGTH LED 120 V See electrical device mounting height detail for pendant length.

Coordinate pendant color with the Architect
XS Exit Sign  - Self Luminous WALL SIGNTEX EMP-20-1-R-W LED 120 V Top of exit sign shall be 18" AFF.
Z1 Pole Mounted Fixture with Pole POLE LUMARK NAV-AA-02-D-UNV-SL3-10K-AI-4000K-COLOR  AS SELECTED BY ARCHITECT-PROVIDE

WITH 30' ROUND TAPERED ALUMINUM POLE-6063T6 ALLOY-CONFORM TO ASTM
B429-HAPCO RTA30C7B4

LED 120 V Wired via Timeclock.

Z4 4' Wraparound Fixture CEILING/PENDANT METALUX SNLED-LD1-31-LC-UNV-L840-CD1-U-AYC-CHAIN SET LED 120 V
Z4E 4' Wraparound Fixture CEILING/PENDANT METALUX SNLED-LD1-31-LC-EL10W-120-L840-CD1-U-AYC-CHAIN SET LED 120 V Provide with emergency battery pack.
ZA Exterior Wall Pack WALL LUMARK XTOR5AN-DIM-CBP LED 120 V Wired via DAC.
ZB Exterior Wall Pack WALL LUMARK XTOR5AN-CBP-PB120V LED 120 V
ZF Pole Mounted Fixture with Pole POLE CYCLONE CT24T4-GCT01-TGAO-5L-84W-4K-120-EA1-COLOR AS SELECTED BY ARCHITECT-PROVIDE

WITH 30' ROUND TAPERED ALUMINUM POLE-6063T6 ALLOY-CONFORM TO ASTM
B429-HAPCO RTA30C7B4

LED 120 V Wired via Timeclock.

ZG Flag Pole Light INGROUND UPLIGHT LIGMAN UKI-60771-40W-4000K-120V-N-DIM LED 120 V Wired via Timeclock.
ZR Utility Fixture METAL CHANNEL ENVOY VPLED955-120V LED 120 V Wired via DAC.
ZS 4' Wraparound Fixture CEILING/PENDANT METALUX SNLED-LD1-58-LC-UNV-L840-CD1-U-AYC-CHAIN SET LED 120 V
ZSE 4' Wraparound Fixture CEILING/PENDANT METALUX SNLED-LD1-58-LC-EL10W-120-L840-CD1-U-AYC-CHAIN SET LED 120 V Provide with emergency battery pack.
ZW Flood Light WALL FAIL SAFE FFL-13L-56-UNV-BV-BWG-FSF-WSFA-WSFASS LED 120 V

NO. Revision Description Date
N.T.S.

GENERAL NOTES

1.  THE ELECTRICAL SUBCONTRACTOR SHALL DETERMINE
     ACTUAL LIGHT FIXTURE COUNTS FROM THE  DRAWINGS.

2.  THE ELECTRICAL SUBCONTRACTOR IS RESPONSIBLE FOR
     PROVIDING THE REQUIRED FLANGE TYPES. COORDINATE
     WITH THE ARCHITECTURAL PLANS FOR CEILING TYPES.
     PROVIDE GWB FLANGES FOR ALL THE LIGHT FIXTURES TO
     BE INSTALLED IN GWB CEILINGS.

3.  ALL LIGHT FIXTURES SHALL BE SUPPORTED FROM THE
     BUILDING STRUCTURE, AND SHALL BE INDEPENDENT OF
     DUCTS, PIPES, CEILINGS AND THEIR SUPPORTING MEMBERS.

4.  ALL LIGHT FIXTURES SHALL BE CONTROLLED BY THE
     NETWORK LIGHTING CONTROL SYSTEM EXCEPT FOR FIXTURE
     TYPES R, X1, X1W, X2, AND THE  LIGHT FIXTURES IN THE
     COLD STORAGE ROOM.

5.  EACH FIXTURE TYPE S CONSISTES OF:
     750 DS DOME & TUBE RING KIT 1
     INNER DOME ACRYLIC 750 DS 1
     330/750 FLASHING 11" NO PITCH 1
     ROOFING SEALANT - BLACK 3
     330/750 EXT TUBE 24" LENGTH 2
     330/750 DS-C NATL EFFECT LENS 1
     330/750 TOP/BOTTOM ANGLE KIT 1
     SUSPENSION WIRE KIT 1
     330/750 DS FLASHING INSULATOR 1
     330/750 DIFFUSER KIT OPTIVIEW 1
     DAYLIGHT DIMMER 1
     * PROVIDE A TOTAL OF TWO DIMMER SWITCHES.

5.  PROVIDE 90 MINUTES BACK UP BATTERY FOR ALL EXIT
     SIGNS.

6.  ALL FIXTURE COLORS TO BE SELECTED BY THE ARCHITECT.

7.  LIGHTING FIXTURES SHALL BE BY COOPER, HUBBELL,
     LITHONIA OR APPROVED EQUAL.

8.  LIGHTING CONTROL SYSTEM SHALL BE BY LUTRON, COOPER,
     LEVITON OR APPROVED EQUAL. BASIS OF DESIGN IS BY
     COOPER.

9.  ALL LIGHTING FIXTURES SHALL BE APPROVED TO RECEIVE
     REBATES/INCENTIVES BY THE UTILITY COMPANIES.

SPARE PART REQUIREMENTS

1.  FURNISH , (2) AE, (4) C2E,  (2) D2, (2) D2E, (5) E4, (5) E4E,
     (5) F4, (2) F4E, (2) J, (5) P, (5) PE, (2) U2E, (8) X1, (1) X1P,
     (1) X1W, (4) X2, (5) ZA LIGHTING FIXTURES.

2.  FURNISH (5) CEILING MOUNTED MULTI SENSORS BY FIFTHLITE
     OR APPROVED EQUAL.

2.  FURNISH (10) CEILING MOUNTED HIGH BAY OCCUPANCY
     SENSORS COMPATIBLE WITH THE LIGHTING CONTROL SYSTEM.

3.  FURNISH (10) WALL MOUNTED TWO-BUTTON SWITCHES,
     (5) WALL MOUNTED TWO-BUTTON SWITCHES WITH
     RAISE/LOWER,  BY FIFTHLITE OR APPROVED EQUAL.

4.  FURNISH (15) DACs AND (10) FRs BY FIFTHLITE OR
     APPROVED EQUAL.

5.  ALL SPARE FIXTURES TO BE DELIVERED TO THE STOCK ROOM
     OR AS DIRECTED BY THE OWNER.
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AR REPAIR FACILITY
CW 118-0167

ELE-604

PANEL SCHEDULES

ROCKY HILL

NO. Revision Description Date

Total Amps: 4470 A 4462 A 4337 A Total Est. Demand: 2837 A
Total Load: 534380 VA 533416 VA 520407 VA Total Conn.: 4588 A

119 -- -- -- 0 VA 0 VA -- -- -- 120
117 -- -- -- 0 VA 0 VA -- -- -- 118
115 Spare 100 A 3 0 VA 0 VA 3 200 A Spare 116
113 -- -- -- 0 VA 0 VA -- -- -- 114
111 -- -- -- 0 VA 0 VA -- -- -- 112
109 Spare 100 A 3 0 VA 0 VA 3 200 A Spare 110
107 -- -- -- 977 VA 0 VA -- -- Space 108
105 -- -- -- 585 VA 9000... -- -- -- 106
103 LPG1 200 A 3 425 VA 9000... 2 100 A SALT SHED PANEL 104
101 -- -- -- 10052... 6000... -- -- -- 102
99 -- -- -- 11880... 6000... -- -- -- 100
97 HPE2 400 A 3 10432... 6000... 3 100 A SANITARY PUMP STATION 98
95 -- -- -- 1200... 8616... -- -- -- 96
93 -- -- -- 1920... 8576... -- -- -- 94
91 PP-CS 100 A 3 1838... 8436... 3 200 A HPG1 92
89 -- -- -- 21560... 11828... -- -- -- 90
87 -- -- -- 18958... 12665... -- -- -- 88
85 PPC1 400 A 3 18958... 14832... 3 400 A T-PMS 86
83 -- -- -- 70950... 2007... -- -- -- 84
81 -- -- -- 70950... 2015... -- -- -- 82
79 HPP 800 A 3 70950... 1650... 3 125 A DP1 80
77 -- -- -- 12156... 24000... -- -- -- 78
75 -- -- -- 12156... 24000... -- -- -- 76
73 PPG1 200 A 3 12036... 24000... 3 200 A PMX (DISCONNECT) 74
71 -- -- -- 3158... 24000... -- -- -- 72
69 -- -- -- 3948... 24000... -- -- -- 70
67 LPF1 200 A 3 3948... 24000... 3 200 A PBB (DISCONNECT) 68
65 -- -- -- 4309... 36000... -- -- -- 66
63 -- -- -- 4173... 36000... -- -- -- 64
61 LPE1 200 A 3 4271... 36000... 3 300 A PBC (DISCONNECT) 62
59 -- -- -- 2369... 0 VA -- -- -- 60
57 -- -- -- 3158... 0 VA -- -- -- 58
55 LPB2 200 A 3 3158... 0 VA 3 100 A Spare 56
53 -- -- -- 2171... 17506... -- -- -- 54
51 -- -- -- 2369... 17586... -- -- -- 52
49 LPB1 200 A 3 1974... 17506... 3 200 A PPB2 50
47 -- -- -- 3401... 41624... -- -- -- 48
45 -- -- -- 3532... 41792... -- -- -- 46
43 LPA1 200 A 3 3211... 41737... 3 400 A PPB1 44
41 -- -- -- 27696... 19794... -- -- -- 42
39 -- -- -- 28016... 22397... -- -- -- 40
37 HPF1 400 A 3 28056... 22560... 3 400 A PPA1 38
35 -- -- -- 15057... 19957... -- -- -- 36
33 -- -- -- 15499... 20089... -- -- -- 34
31 HPE1 400 A 3 15299... 20643... 3 200 A PPF2 32
29 -- -- -- 28023... 39605... -- -- -- 30
27 -- -- -- 27843... 39098... -- -- -- 28
25 HPA1 300 A 3 27823... 39386... 3 400 A PPF1 26
23 -- -- -- 7476... 14724... -- -- -- 24
21 -- -- -- 7476... 14684... -- -- -- 22
19 HWP-4 (PUMP) 150 A 3 7476... 14904... 3 300 A HPB1 20
17 -- -- -- 7476... 5304... -- -- -- 18
15 -- -- -- 7476... 5124... -- -- -- 16
13 HWP-2 (PUMP) 150 A 3 7476... 5124... 3 200 A HPB2 14
11 -- -- -- 3738... 12720... -- -- -- 12
9 -- -- -- 3738... 11760... -- -- -- 10
7 E29 (PARTS WASHER) 150 A 3 3738... 12580... 3 400 A PPE1 8
5 -- -- -- 7476... 7476... -- -- -- 6
3 -- -- -- 7476... 7476... -- -- -- 4
1 L3 (LIFT) 150 A 3 7476... 7476... 3 150 A L3 (LIFT) 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... Wires: 4
Mounting: Phases: 3 Mains Rating: 3000 A
Location: ELECTRICAL ROOM 09 Volts: 120/208 3PH

Panel: MDP New Panel

N.T.S.

Total Amps: 14 A 17 A 18 A Total Est. Demand: 13 A
Total Load: 1738 VA 2015 VA 2095 VA Total Conn.: 16 A

41 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 42
39 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 40
37 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 38
35 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 36
33 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 34
31 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 32
29 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 30
27 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 28
25 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 26
23 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 24
21 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 22
19 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 20
17 RECEPTACLE WITHIN FMU ENCLOSURE 20 A 1 180 VA 180 VA 1 20 A MOTOR FUEL ISLAND CCTV CAMERA 18
15 -- -- -- 395 VA 180 VA 1 20 A UNLEADED FUEL DISPENSER 16
13 DIESEL SUBMERSIBLE PUMP 30 A 2 395 VA 88 VA -- -- -- 14
11 UNLEADED TANK SELONOID VALVE 20 A 1 180 VA 88 VA 2 20 A SITE LIGHTING AT FUEL ISLAND 12
9 POWER FOR CCTV CONTROLLER 20 A 1 360 VA 720 VA 1 20 A RECEPTACLE FOR ETHERNET CONVERTER 10
7 TANK OVERFILL ALARM (HORN AND LIGHT)... 20 A 1 180 VA 395 VA -- -- -- 8
5 FUEL MANAGEMENT UNIT 20 A 1 1072... 395 VA 2 30 A UNLEADED SUBMERSIBLE PUMP 6
3 DIESEL TANK SELONOID VALVE 20 A 1 180 VA 180 VA 1 20 A MOTOR FUEL ISLAND CCTV CAMERA 4
1 DIESEL FUEL DISPENSER 20 A 1 180 VA 500 VA 1 20 A TANK MONITORING SYSTEM 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 125 A
Location: ELECTRICAL ROOM 09 Volts: 120/208 3PH

Panel: DP1 New Panel

Total Amps: 29 A 29 A 29 A Total Est. Demand: 17 A
Total Load: 3472 VA 3472 VA 3436 VA Total Conn.: 29 A

29 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 30
27 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 28
25 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 26
23 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 24
21 Spare 20 A 1 0 VA 936 VA -- -- -- 22
19 SNAC LUBRICANT STORAGE / COMPRESSOR... 20 A 1 500 VA 936 VA -- -- -- 20
17 SNAC LUBRICANT STORAGE / COMPRESSOR... 20 A 1 500 VA 936 VA 3 20 A JP-1 18
15 SNAC MEDIA STORAGE ROOM 28 20 A 1 500 VA 500 VA 1 20 A SNAC LUBRICANT STORAGE / COMPRESSOR... 16
13 SNAC MEDIA STORAGE ROOM 28 20 A 1 500 VA 500 VA 1 20 A SNAC MEDIA STORAGE ROOM 28 14
11 SNAC PAINT EQUIPMENT ROOM 35 20 A 1 500 VA 500 VA 1 20 A SNAC MEDIA STORAGE ROOM 28 12
9 SNAC PAINT EQUIPMENT ROOM 35 20 A 1 500 VA 416 VA -- -- -- 10
7 FIRE ALARM CONTROL PANEL ELECTRICAL... 20 A 1 500 VA 416 VA 2 20 A JPC-1 8
5 GAS DETECTION PANEL REPAIR BAYS 28 20 A 1 500 VA 500 VA 1 20 A SNAC LUBRICANT STORAGE / COMPRESSOR... 6
3 FPH-1 20 A 1 120 VA 500 VA 1 20 A FIRE ALARM CONTROL PANEL ELECTRICAL... 4
1 FIRE ALARM CONTROL PANEL ELECTRICAL... 20 A 1 0 VA 120 VA 1 20 A FPC-1 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 100 A
Location: FIRE PUMP ROOM 40 Volts: 120/208 3PH

Panel: FP New Panel

ATS-FP

FLOOR
UTILITY

GENERAL NOTES

1.  ALL THE INTERUPTING RATINGS OF THE PANELS SHALL BE
     IN ACCORDANCE WITH THE SHORT CIRCUIT ANALYSIS.
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AR REPAIR FACILITY

CW 118-0167

ELE-605

PANEL SCHEDULES

ROCKY HILL

NO. Revision Description Date
N.T.S.

Total Amps: 43 A 43 A 44 A Total Est. Demand: 28 A
Total Load: 5124 VA 5124 VA 5304 VA Total Conn.: 43 A

41 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 42
39 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 40
37 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 38
35 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 36
33 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 34
31 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 32
29 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 30
27 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 28
25 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 26
23 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 24
21 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 22
19 Spare 20 A 1 0 VA 1320... -- -- -- 20
17 -- -- -- 1320... 1320... -- -- -- 18
15 -- -- -- 1320... 1320... 3 25 A VES-1 16
13 VES-1 25 A 3 1320... 1320... -- -- -- 14
11 -- -- -- 312 VA 1320... -- -- -- 12
9 -- -- -- 312 VA 1320... 3 25 A VES-1 10
7 UH 20 A 3 312 VA 312 VA -- -- -- 8
5 MOTORIZED DAMPER 20 A 1 720 VA 312 VA -- -- -- 6
3 MOTORIZED DAMPER 20 A 1 540 VA 312 VA 3 20 A UH 4
1 Spare 20 A 1 0 VA 540 VA 1 20 A MOTORIZED DAMPER 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 200 A
Location: REPAIR BAYS 28 Volts: 120/208 3PH

Panel: HPB2 New Panel

Total Amps: 128 A 129 A 125 A Total Est. Demand: 80 A
Total Load: 15299 VA 15499 VA 15057 VA Total Conn.: 127 A

53 -- -- -- 3876... 0 VA 1 20 A Spare 54
51 -- -- -- 3876... 0 VA 1 20 A Spare 52
49 HWP-3 80 A 3 3876... 0 VA 1 20 A Spare 50
47 -- -- -- 2100... 2100... -- -- -- 48
45 -- -- -- 2100... 2100... -- -- -- 46
43 HWP-1 40 A 3 2100... 2100... 3 40 A HWP-5 44
41 -- -- -- 936 VA 1320... -- -- -- 42
39 -- -- -- 936 VA 1320... -- -- -- 40
37 UH 20 A 3 936 VA 1320... 3 25 A DAC-1 38
35 -- -- -- 828 VA 828 VA -- -- -- 36
33 -- -- -- 828 VA 828 VA -- -- -- 34
31 VF-5 20 A 3 828 VA 828 VA 3 20 A VF-6 32
29 -- -- -- 69 VA 432 VA -- -- -- 30
27 -- -- -- 69 VA 432 VA -- -- -- 28
25 CUH-2 20 A 3 69 VA 432 VA 3 20 A HWP-6 26
23 DAMPERS 20 A 1 500 VA 69 VA -- -- -- 24
21 Spare 20 A 1 0 VA 69 VA -- -- -- 22
19 BURNER CONTROLS 20 A 1 500 VA 69 VA 3 20 A CUH-1 20
17 POWER MECHANICAL ROOM 10 20 A 1 500 VA 500 VA 1 20 A POWER FOR FUTURE VENTILATOR 18
15 DAMPERS 20 A 1 500 VA 500 VA 1 20 A DAMPERS 16
13 POWER MECHANICAL ROOM 10 20 A 1 500 VA 500 VA 1 20 A DAMPERS 14
11 VAVS 20 A 1 480 VA 120 VA 1 20 A GWH-1 12
9 GWH-1 20 A 1 120 VA 500 VA 1 20 A POWER MECHANICAL ROOM 10 10
7 BURNER CONTROLS 20 A 1 500 VA 120 VA 1 20 A GWH-1 8
5 MOTORIZED DAMPERS 20 A 1 360 VA 39 VA 1 20 A Lighting 6
3 MOTORIZED DAMPER 20 A 1 360 VA 960 VA 1 20 A CP-1 4
1 GWH-1 20 A 1 120 VA 500 VA 1 20 A BURNER CONTROLS 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 400 A
Location: ELECTRICAL ROOM 09 Volts: 120/208 3PH

Panel: HPE1 New Panel

Total Amps: 232 A 232 A 234 A Total Est. Demand: 151 A
Total Load: 27823 VA 27843 VA 28023 VA Total Conn.: 232 A

65 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 66
63 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 64
61 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 62
59 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 60
57 -- -- -- 1320... 0 VA 1 20 A Spare 58
55 -- -- -- 1320... 0 VA 1 20 A Spare 56
53 VES-1 25 A 3 1320... 0 VA 1 20 A Spare 54
51 -- -- -- 6835... 0 VA 1 20 A Spare 52
49 -- -- -- 6835... 6000... -- -- -- 50
47 ACMP-1 80 A 3 6835... 6000... -- -- -- 48
45 -- -- -- 2100... 6000... 3 70 A EWH-1 46
43 -- -- -- 2100... 1320... -- -- -- 44
41 VF-1 40 A 3 2100... 1320... -- -- -- 42
39 -- -- -- 1320... 1320... 3 25 A VES-1 40
37 -- -- -- 1320... 1320... -- -- -- 38
35 VES-1 25 A 3 1320... 1320... -- -- -- 36
33 -- -- -- 936 VA 1320... 3 25 A VES-1 34
31 -- -- -- 936 VA 936 VA -- -- -- 32
29 UH 20 A 3 936 VA 936 VA -- -- -- 30
27 -- -- -- 936 VA 936 VA 3 20 A UH 28
25 -- -- -- 936 VA 828 VA -- -- -- 26
23 EF-2 20 A 3 936 VA 828 VA -- -- -- 24
21 -- -- -- 828 VA 828 VA 3 20 A VF-8 22
19 -- -- -- 828 VA 624 VA -- -- -- 20
17 VF-12 20 A 3 828 VA 624 VA -- -- -- 18
15 -- -- -- 480 VA 624 VA 3 20 A UH 16
13 -- -- -- 480 VA 300 VA -- -- -- 14
11 UH 20 A 3 480 VA 300 VA -- -- -- 12
9 MOTORIZED DAMPERS 20 A 1 720 VA 300 VA 3 20 A VF-7 10
7 MOTORIZED DAMPERS 20 A 1 720 VA 720 VA 1 20 A MOTORIZED DAMPERS 8
5 POWER FOR FUTURE VENTILATOR 20 A 1 500 VA 1440... 1 20 A AIR DRYER 6
3 POWER FOR FUTURE VENTILATOR 20 A 1 500 VA 540 VA 1 20 A MOTORIZED DAMPERS 4
1 GWH-2 20 A 1 120 VA 180 VA 1 20 A MOTORIZED DAMPER 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 300 A
Location: REPAIR BAYS 28 Volts: 120/208 3PH

Panel: HPA1 New Panel

Total Amps: 124 A 122 A 123 A Total Est. Demand: 80 A
Total Load: 14904 VA 14684 VA 14724 VA Total Conn.: 123 A

41 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 42
39 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 40
37 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 38
35 -- -- -- 1320... 0 VA 1 20 A Spare 36
33 -- -- -- 1320... 0 VA 1 20 A Spare 34
31 VES-1 25 A 3 1320... 0 VA 1 20 A Spare 32
29 -- -- -- 2100... 6000... -- -- -- 30
27 -- -- -- 2100... 6000... -- -- -- 28
25 VF-2 40 A 3 2100... 6000... 3 70 A EWH-1 26
23 -- -- -- 936 VA 1320... -- -- -- 24
21 -- -- -- 936 VA 1320... -- -- -- 22
19 UH 20 A 3 936 VA 1320... 3 25 A VES-1 20
17 -- -- -- 576 VA 828 VA -- -- -- 18
15 -- -- -- 576 VA 828 VA -- -- -- 16
13 VF-4 20 A 3 576 VA 828 VA 3 20 A EHF-1 14
11 -- -- -- 312 VA 432 VA -- -- -- 12
9 -- -- -- 312 VA 432 VA -- -- -- 10
7 UH 20 A 3 312 VA 432 VA 3 20 A VF-3 8
5 MOTORIZED DAMPER 20 A 1 360 VA 540 VA 1 20 A MOTORIZED DAMPER 6
3 MOTORIZED DAMPER 20 A 1 360 VA 500 VA 1 20 A POWER TOOL CRIB WITH NO CHARGE AREA 29 4
1 HVAC REPAIR BAYS 28 20 A 1 540 VA 540 VA 1 20 A MOTORIZED DAMPER 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 300 A
Location: REPAIR BAYS 28 Volts: 120/208 3PH

Panel: HPB1 New Panel

GENERAL NOTES

1.  ALL THE INTERUPTING RATINGS OF THE PANELS SHALL BE
     IN ACCORDANCE WITH THE SHORT CIRCUIT ANALYSIS.
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ART Engineering 
38 Front Street Flr 3 
Worcester, MA 01608 
P: 508-797-0333 
F: 508-458-4111 

SCALE

CHECKED BY:

PROJECT TITLEDESIGNER/DRAFTER PROJECT NO.

DRAWING NO.

SHEET NO.

TOWN

DRAWING TITLE

THE INFORMATION, INCLUDING ESTIMATED
QUANTITIES OF WORK, SHOWN ON THESE
SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

File Name:Plotted:

STATE OF CONNECTICUT
DEPARTMENT OF TRANSPORTATION

SIGNATURE/BLOCK:

C:\Users\ART-PC1\Documents\ELEC_CTDOT_Rocky Hill Repair Facility_Central_Chris.rvt10/13/2014 11:44:16 AM

AR REPAIR FACILITY

CW 118-0167

ELE-606

PANEL SCHEDULES

ROCKY HILL

NO. Revision Description Date
N.T.S.

Total Amps: 87 A 99 A 84 A Total Est. Demand: 56 A
Total Load: 10432 VA 11880 VA 10052 VA Total Conn.: 90 A

53 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 54
51 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 52
49 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 50
47 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 48
45 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 46
43 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 44
41 -- -- -- 1056... 1056... -- -- -- 42
39 -- -- -- 1056... 1056... -- -- -- 40
37 WB-2 20 A 3 1056... 1056... 3 20 A WB-3 38
35 -- -- -- 216 VA 1056... -- -- -- 36
33 -- -- -- 216 VA 1056... -- -- -- 34
31 UH 20 A 3 216 VA 1056... 3 20 A WB-1 32
29 HVAC CONTROLS 20 A 1 500 VA 500 VA 1 20 A DAMPERS 30
27 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 28
25 DAMPERS 20 A 1 500 VA 0 VA 1 20 A Spare 26
23 HVAC CONTROLS 20 A 1 500 VA 500 VA 1 20 A HVAC CONTROLS 24
21 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 22
19 HVAC CONTROLS 20 A 1 500 VA 500 VA 1 20 A DAMPERS 20
17 SERVICE RECEPTACLES 20 A 1 360 VA 2648... -- -- -- 18
15 -- -- -- 3848... 2648... 2 30 A AC-1, ACCU-1 16
13 AC-2, ACCU-2 40 A 2 3848... 500 VA 1 20 A HVAC CONTROLS 14
11 DAMPERS 20 A 1 500 VA 559 VA 1 20 A SERVICE RECEPTACLES 12
9 HVAC CONTROLS 20 A 1 500 VA 500 VA 1 20 A DAMPERS 10
7 VAVS 20 A 1 360 VA 480 VA 1 20 A VAVS 8
5 VAVS 20 A 1 240 VA 360 VA 1 20 A HVAC 6
3 HVAC CONTROLS 20 A 1 500 VA 500 VA 1 20 A HVAC CONTROLS 4
1 EPO CONTROLS 20 A 1 120 VA 240 VA 1 20 A VAVS 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 400 A
Location: ELECTRICAL ROOM 09 Volts: 120/208 3PH

Panel: HPE2 New Panel

Total Amps: 234 A 234 A 231 A Total Est. Demand: 151 A
Total Load: 28056 VA 28016 VA 27696 VA Total Conn.: 233 A

65 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 66
63 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 64
61 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 62
59 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 60
57 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 58
55 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 56
53 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 54
51 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 52
49 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 50
47 -- -- -- 6000... 48
45 -- -- -- 6000... 6000... -- -- -- 46
43 EWH-1 70 A 3 6000... 6000... -- -- -- 44
41 -- -- -- 6000... 6000... 3 70 A EWH-1 42
39 -- -- -- 6000... 1320... -- -- -- 40
37 EWH-1 70 A 3 6000... 1320... -- -- -- 38
35 -- -- -- 936 VA 1320... 3 25 A VES-1 36
33 -- -- -- 936 VA 936 VA -- -- -- 34
31 VF-9 20 A 3 936 VA 936 VA -- -- -- 32
29 -- -- -- 936 VA 936 VA 3 20 A VF-11 30
27 -- -- -- 936 VA 936 VA -- -- -- 28
25 VF-10 20 A 3 936 VA 936 VA -- -- -- 26
23 -- -- -- 828 VA 936 VA 3 20 A UH 24
21 -- -- -- 828 VA 828 VA -- -- -- 22
19 EHF-1 20 A 3 828 VA 828 VA -- -- -- 20
17 -- -- -- 828 VA 828 VA 3 20 A EHF-1 18
15 -- -- -- 828 VA 624 VA -- -- -- 16
13 EHF-1 20 A 3 828 VA 624 VA -- -- -- 14
11 -- -- -- 312 VA 624 VA 3 20 A UH 12
9 -- -- -- 312 VA 312 VA -- -- -- 10
7 UH 20 A 3 312 VA 312 VA -- -- -- 8
5 MOTORIZED DAMPERS 20 A 1 900 VA 312 VA 3 20 A UH 6
3 POWER FOR FUTURE VENTILATOR 20 A 1 500 VA 720 VA 1 20 A MOTORIZED DAMPERS 4
1 MOTORIZED DAMPERS 20 A 1 360 VA 900 VA 1 20 A MOTORIZED DAMPERS 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 400 A
Location: MACHINE SHOP 31 Volts: 120/208 3PH

Panel: HPF1 New Panel

Total Amps: 591 A 591 A 591 A Total Est. Demand: 384 A
Total Load: 70950 VA 70950 VA 70950 VA Total Conn.: 591 A

53 -- -- -- 0 VA 0 VA -- -- -- 54
51 -- -- -- 0 VA 0 VA -- -- -- 52
49 Spare 50 A 3 0 VA 0 VA 3 20 A Spare 50
47 -- -- -- 0 VA 0 VA -- -- -- 48
45 -- -- -- 0 VA 0 VA -- -- -- 46
43 Spare 100 A 3 0 VA 0 VA 3 30 A Spare 44
41 -- -- -- 432 VA 0 VA -- -- -- 42
39 -- -- -- 432 VA 0 VA -- -- -- 40
37 EF-5 20 A 3 432 VA 0 VA 3 50 A Spare 38
35 -- -- -- 432 VA 432 VA -- -- -- 36
33 -- -- -- 432 VA 432 VA -- -- -- 34
31 TE-1 20 A 3 432 VA 432 VA 3 20 A EF-3 32
29 -- -- -- 9408... 10752... -- -- -- 30
27 -- -- -- 9408... 10752... -- -- -- 28
25 EF-1D 175 A 3 9408... 10752... 3 125 A RTU-1 26
23 -- -- -- 9408... 9408... -- -- -- 24
21 -- -- -- 9408... 9408... -- -- -- 22
19 EF-1A 175 A 3 9408... 9408... 3 175 A EF-1C 20
17 -- -- -- 312 VA 9408... -- -- -- 18
15 -- -- -- 312 VA 9408... -- -- -- 16
13 UH 20 A 3 312 VA 9408... 3 175 A EF-1B 14
11 -- -- -- 1572... 4746... -- -- -- 12
9 -- -- -- 1572... 4746... -- -- -- 10
7 ERU-3 30 A 3 1572... 4746... 3 90 A ERU-4 8
5 -- -- -- 7320... 7320... -- -- -- 6
3 -- -- -- 7320... 7320... -- -- -- 4
1 ERU-2 150 A 3 7320... 7320... 3 150 A ERU-1 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 800 A
Location: EQUIPMENT PLATFORM 41 Volts: 120/208 3PH

Panel: HPP New Panel

Total Amps: 70 A 72 A 72 A Total Est. Demand: 46 A
Total Load: 8436 VA 8576 VA 8616 VA Total Conn.: 71 A

29 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 30
27 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 28
25 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 26
23 -- -- -- 6000... 0 VA 1 20 A Spare 24
21 -- -- -- 6000... 0 VA 1 20 A Spare 22
19 EWH-1 70 A 3 6000... 936 VA -- -- -- 20
17 -- -- -- 384 VA 936 VA -- -- -- 18
15 -- -- -- 384 VA 936 VA 3 20 A EF-4 16
13 UH 20 A 3 384 VA 300 VA -- -- -- 14
11 -- -- -- 228 VA 300 VA -- -- -- 12
9 -- -- -- 228 VA 300 VA 3 20 A VF-15 10
7 VF-14 20 A 3 228 VA 228 VA -- -- -- 8
5 HVAC 20 A 1 540 VA 228 VA -- -- -- 6
3 POWER FOR FUTURE VENTILATOR 20 A 1 500 VA 228 VA 3 20 A VF-13 4
1 MOTORIZED DAMPER 20 A 1 180 VA 180 VA 1 20 A MOTORIZED DAMPERS 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 200 A
Location: PAINT EQUIPMENT ROOM 35 Volts: 120/208 3PH

Panel: HPG1 New Panel

GENERAL NOTES

1.  ALL THE INTERUPTING RATINGS OF THE PANELS SHALL BE
     IN ACCORDANCE WITH THE SHORT CIRCUIT ANALYSIS.

11.69
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SCALE

CHECKED BY:

PROJECT TITLEDESIGNER/DRAFTER PROJECT NO.

DRAWING NO.

SHEET NO.

TOWN

DRAWING TITLE

THE INFORMATION, INCLUDING ESTIMATED
QUANTITIES OF WORK, SHOWN ON THESE
SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

File Name:Plotted:

STATE OF CONNECTICUT
DEPARTMENT OF TRANSPORTATION

SIGNATURE/BLOCK:

C:\Users\ART-PC1\Documents\ELEC_CTDOT_Rocky Hill Repair Facility_Central_Chris.rvt10/13/2014 11:44:29 AM

AR REPAIR FACILITY

CW 118-0167

ELE-607

PANEL SCHEDULES

ROCKY HILL

NO. Revision Description Date
N.T.S.

Total Amps: 16 A 20 A 18 A Total Est. Demand: 18 A
Total Load: 1974 VA 2369 VA 2171 VA Total Conn.: 18 A

41 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 42
39 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 40
37 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 38
35 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 36
33 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 34
31 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 32
29 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 30
27 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 28
25 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 26
23 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 24
21 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 22
19 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 20
17 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 18
15 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 16
13 Spare 20 A 1 0 VA 0 VA 1 20 A Lighting FUEL ISLAND 14
11 Lighting WELD SHOP 30 20 A 1 592 VA 0 VA -- -- -- 12
9 Lighting WELD SHOP 30 20 A 1 592 VA 0 VA 2 20 A Lighting SITE LIGHTING 10
7 Lighting REPAIR BAYS 28 20 A 1 790 VA 592 VA 1 20 A Lighting WELD SHOP 30 8
5 Lighting REPAIR BAYS-1 28-1 20 A 1 790 VA 790 VA 1 20 A Lighting REPAIR BAYS-1 28-1 6
3 Lighting REPAIR BAYS 28 20 A 1 592 VA 1184... 1 20 A Lighting REPAIR BAYS-1 28-1 4
1 Lighting EXTERIOR LIGHTING 20 A 1 0 VA 592 VA 1 20 A Lighting REPAIR BAYS 28 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 200 A
Location: REPAIR BAYS 28 Volts: 120/208 3PH

Panel: LPB1 New Panel

Total Amps: 27 A 27 A 20 A Total Est. Demand: 24 A
Total Load: 3158 VA 3158 VA 2369 VA Total Conn.: 24 A

41 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 42
39 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 40
37 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 38
35 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 36
33 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 34
31 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 32
29 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 30
27 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 28
25 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 26
23 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 24
21 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 22
19 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 20
17 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 18
15 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 16
13 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 14
11 Lighting REPAIR BAYS-1 28-1 20 A 1 790 VA 0 VA 1 20 A Spare 12
9 Lighting REPAIR BAYS-1 28-1 20 A 1 790 VA 790 VA 1 20 A Lighting REPAIR BAYS-1 28-1 10
7 Lighting REPAIR BAYS 28 20 A 1 790 VA 790 VA 1 20 A Lighting REPAIR BAYS-1 28-1 8
5 Lighting REPAIR BAYS-1 28-1 20 A 1 790 VA 790 VA 1 20 A Lighting REPAIR BAYS-1 28-1 6
3 Lighting REPAIR BAYS 28 20 A 1 790 VA 790 VA 1 20 A Lighting REPAIR BAYS-1 28-1 4
1 Lighting REPAIR BAYS 28 20 A 1 790 VA 790 VA 1 20 A Lighting REPAIR BAYS 28 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 200 A
Location: REPAIR BAYS 28 Volts: 120/208 3PH

Panel: LPB2 New Panel

Total Amps: 36 A 35 A 36 A Total Est. Demand: 35 A
Total Load: 4271 VA 4173 VA 4309 VA Total Conn.: 35 A

41 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 42
39 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 40
37 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 38
35 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 36
33 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 34
31 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 32
29 Spare 20 A 1 0 VA 0 VA -- -- -- 30
27 Spare 20 A 1 0 VA 0 VA 2 20 A SITE LIGHTING 28
25 Lighting JAN 06 20 A 1 893 VA 1184... 1 20 A Lighting STORES STOCKROOM 22 26
23 -- -- -- 0 VA 0 VA -- -- -- 24
21 SITE LIGHTING 20 A 2 0 VA 0 VA 2 20 A SITE LIGHTING 22
19 Lighting HALL 02 20 A 1 552 VA 588 VA 1 20 A Lighting COMM 08 20
17 Lighting STORES STOCKROOM 22 20 A 1 1184... 0 VA -- -- -- 18
15 Lighting STORES STOCKROOM 22 20 A 1 1184... 0 VA 2 20 A SPARE 16
13 Lighting MENS ROOM 12 20 A 1 439 VA 500 VA 1 20 A LIGHTING CONTROL PANEL (LCP) 14
11 Lighting MECHANICAL MEZZANINE 20 A 1 1329... 1184... 1 20 A Lighting STORES STOCKROOM 22 12
9 Lighting OFFICES 17, 18, 20, 21 20 A 1 952 VA 987 VA 1 20 A Lighting STORES STOCKROOM 22 10
7 SITE LIGHTING 20 A 1 67 VA 48 VA 1 20 A Lighting CONFERENCE ROOM 05 8
5 Lighting HALL 02 20 A 1 244 VA 368 VA 1 20 A Lighting MECHANICAL ROOM 10 6
3 Lighting WOMENS 13 20 A 1 288 VA 762 VA 1 20 A Lighting OFFICES 14, 15, 16 4
1 Lighting BREAK ROOM 07, HALL 02 20 A 1 0 VA 0 VA 1 20 A Lighting EXTERIOR LIGHTING 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 200 A
Location: ELECTRICAL ROOM 09 Volts: 120/208 3PH

Panel: LPE1 New Panel

Total Amps: 27 A 30 A 29 A Total Est. Demand: 28 A
Total Load: 3211 VA 3532 VA 3401 VA Total Conn.: 28 A

29 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 30
27 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 28
25 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 26
23 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 24
21 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 22
19 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 20
17 Lighting REPAIR BAYS-1 28-1 20 A 1 790 VA 0 VA 1 20 A Spare 18
15 Lighting REPAIR BAYS-1 28-1 20 A 1 790 VA 0 VA -- -- -- 16
13 Lighting REPAIR BAYS-1 28-1 20 A 1 790 VA 0 VA 2 20 A Lighting EXTERIOR LIGHTING 14
11 Lighting WASH BAY 23 20 A 1 864 VA 373 VA 1 20 A Lighting TOOL CRIB 27 12
9 Lighting REPAIR BAYS-1 28-1 20 A 1 1184... 373 VA 1 20 A Lighting EQUIPMENT INSPECTION / CNG... 10
7 Lighting LUBE BAYS 25 20 A 1 1184... 373 VA 1 20 A Lighting EQUIPMENT INSPECTION / CNG... 8
5 Lighting LUBRICANT STORAGE / COMPRESSO... 20 A 1 585 VA 790 VA 1 20 A Lighting REPAIR BAYS 28 6
3 Lighting EXTERIOR LIGHTING 20 A 1 0 VA 1184... 1 20 A Lighting LUBE BAYS 25 4
1 Lighting EXTERIOR LIGHTING 20 A 1 0 VA 864 VA 1 20 A Lighting WASH BAY 23 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 200 A
Location: REPAIR BAYS 28 Volts: 120/208 3PH

Panel: LPA1 New Panel

GENERAL NOTES

1.  ALL THE INTERUPTING RATINGS OF THE PANELS SHALL BE
     IN ACCORDANCE WITH THE SHORT CIRCUIT ANALYSIS.
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SCALE

CHECKED BY:

PROJECT TITLEDESIGNER/DRAFTER PROJECT NO.

DRAWING NO.

SHEET NO.

TOWN

DRAWING TITLE

THE INFORMATION, INCLUDING ESTIMATED
QUANTITIES OF WORK, SHOWN ON THESE
SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

File Name:Plotted:

STATE OF CONNECTICUT
DEPARTMENT OF TRANSPORTATION

SIGNATURE/BLOCK:

C:\Users\ART-PC1\Documents\ELEC_CTDOT_Rocky Hill Repair Facility_Central_Chris.rvt10/13/2014 11:44:37 AM

AR REPAIR FACILITY

CW 118-0167

ELE-608

PANEL SCHEDULES

ROCKY HILL

NO. Revision Description Date
N.T.S.

Total Amps: 129 A 111 A 104 A Total Est. Demand: 64 A
Total Load: 15451 VA 13277 VA 12436 VA Total Conn.: 99 A

53 -- -- -- 0 VA 0 VA -- -- -- 54
51 -- -- -- 0 VA 0 VA 2 20 A Spare 52
49 Spare 20 A 3 0 VA 0 VA -- -- -- 50
47 -- -- -- 0 VA 0 VA -- -- -- 48
45 -- -- -- 0 VA 0 VA 3 20 A Spare 46
43 Spare 20 A 3 0 VA 0 VA -- -- -- 44
41 -- -- -- 0 VA 0 VA -- -- -- 42
39 -- -- -- 0 VA 0 VA 3 20 A Spare 40
37 Spare 20 A 3 0 VA 0 VA -- -- -- 38
35 -- -- -- 0 VA 0 VA -- -- -- 36
33 -- -- -- 0 VA 0 VA 3 20 A Spare 34
31 Spare 20 A 3 0 VA 1022... -- -- -- 32
29 -- -- -- 1329... 1022... -- -- -- 30
27 -- -- -- 1329... 1022... 3 30 A E20 28
25 3 TON MONORAIL CRANE 25 A 3 1329... 651 VA -- -- -- 26
23 -- -- -- 637 VA 651 VA -- -- -- 24
21 -- -- -- 637 VA 651 VA 3 20 A E7 22
19 E3 40 A 3 637 VA 374 VA -- -- -- 20
17 -- -- -- 6007... 374 VA -- -- -- 18
15 -- -- -- 6843... 374 VA 3 20 A E43 16
13 Spare 20 A 3 6843... 242 VA -- -- -- 14
11 242 VA -- -- -- 12
9 242 VA 3 20 A E9 10
7 -- -- -- 831 VA 1344... -- -- -- 8
5 E53 20 A 2 831 VA 1344... 2 35 A E21 6
3 -- -- -- 687 VA 1493... -- -- -- 4
1 E8 20 A 2 687 VA 1493... 2 20 A E40 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... T-PMS Wires: 3
Mounting: Surface Phases: 3 Mains Rating: 350 A
Location: MACHINE SHOP 31 Volts: 240V

Panel: PMS1 New Panel

Total Amps: 4 A 5 A 8 A Total Est. Demand: 6 A
Total Load: 425 VA 585 VA 977 VA Total Conn.: 6 A

29 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 30
27 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 28
25 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 26
23 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 24
21 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 22
19 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 20
17 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 18
15 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 16
13 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 14
11 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 12
9 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 10
7 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 8
5 Lighting PARTS WASHER 34 20 A 1 977 VA 0 VA 1 20 A Spare 6
3 Lighting PAINT REMOVAL BOOTH 37 20 A 1 585 VA 0 VA 1 20 A Spare 4
1 Lighting EXTERIOR LIGHTING 20 A 1 0 VA 425 VA 1 20 A Lighting PAINT REMOVAL BOOTH 37 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 200 A
Location: PAINT EQUIPMENT ROOM 35 Volts: 120/208 3PH

Panel: LPG1 New Panel

Total Amps: 34 A 34 A 26 A Total Est. Demand: 31 A
Total Load: 3948 VA 3948 VA 3158 VA Total Conn.: 31 A

29 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 30
27 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 28
25 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 26
23 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 24
21 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 22
19 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 20
17 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 18
15 Lighting MACHINE SHOP 31 20 A 1 790 VA 0 VA 1 20 A Spare 16
13 Lighting MACHINE SHOP 31 20 A 1 790 VA 0 VA 1 20 A Spare 14
11 Lighting WELD / FABRICATION SHOP 33 20 A 1 790 VA 790 VA 1 20 A Lighting WELD / FABRICATION SHOP 33 12
9 Lighting MACHINE SHOP 31 20 A 1 790 VA 790 VA 1 20 A Lighting WELD / FABRICATION SHOP 33 10
7 Lighting MACHINE SHOP 31 20 A 1 790 VA 790 VA 1 20 A Lighting WELD / FABRICATION SHOP 33 8
5 Lighting MACHINE SHOP 31 20 A 1 790 VA 790 VA 1 20 A Lighting MACHINE SHOP 31 6
3 Lighting MACHINE SHOP 31 20 A 1 790 VA 790 VA 1 20 A Lighting MACHINE SHOP 31 4
1 Lighting AERIAL BUCKET BAYS 32 20 A 1 790 VA 790 VA 1 20 A Lighting AERIAL BUCKET BAYS 32 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 200 A
Location: MACHINE SHOP 31 Volts: 120/208 3PH

Panel: LPF1 New Panel

Total Amps: 57 A 57 A 50 A Total Est. Demand: 31 A
Total Load: 6843 VA 6843 VA 6007 VA Total Conn.: 47 A

41 -- -- -- 0 VA 0 VA -- -- -- 42
39 Spare 20 A 2 0 VA 0 VA -- -- -- 40
37 -- -- -- 0 VA 0 VA 3 20 A Spare 38
35 Spare 20 A 2 0 VA 0 VA -- -- -- 36
33 -- -- -- 1347... 0 VA -- -- -- 34
31 -- -- -- 1347... 0 VA 3 20 A Spare 32
29 E12 60 A 3 1347... 982 VA -- -- -- 30
27 -- -- -- 882 VA 982 VA -- -- -- 28
25 -- -- -- 882 VA 982 VA 3 20 A E31 26
23 E2 40 A 3 882 VA 610 VA -- -- -- 24
21 -- -- -- 540 VA 610 VA -- -- -- 22
19 -- -- -- 540 VA 610 VA 3 20 A E28 20
17 E15 20 A 3 540 VA 425 VA -- -- -- 18
15 -- -- -- 425 VA 425 VA -- -- -- 16
13 -- -- -- 425 VA 425 VA 3 20 A E5 14
11 E34 20 A 3 425 VA 318 VA -- -- -- 12
9 -- -- -- 252 VA 318 VA -- -- -- 10
7 -- -- -- 252 VA 318 VA 3 20 A E18 8
5 E11 20 A 3 252 VA 226 VA -- -- -- 6
3 -- -- -- 836 VA 226 VA -- -- -- 4
1 E27 20 A 2 836 VA 226 VA 3 20 A E33 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... PMS1 Wires: 3
Mounting: Surface Phases: 3 Mains Rating: 350 A
Location: MACHINE SHOP 31 Volts: 240V

Panel: PMS2 New Panel

GENERAL NOTES

1.  ALL THE INTERUPTING RATINGS OF THE PANELS SHALL BE
     IN ACCORDANCE WITH THE SHORT CIRCUIT ANALYSIS.
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CHECKED BY:
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THE INFORMATION, INCLUDING ESTIMATED
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DEPARTMENT OF TRANSPORTATION

SIGNATURE/BLOCK:

C:\Users\ART-PC1\Documents\ELEC_CTDOT_Rocky Hill Repair Facility_Central_Chris.rvt10/13/2014 11:44:48 AM

AR REPAIR FACILITY

CW 118-0167

ELE-609

PANEL SCHEDULES

ROCKY HILL

NO. Revision Description Date
N.T.S.

Total Amps: 182 A 182 A 203 A Total Est. Demand: 117 A
Total Load: 21816 VA 21816 VA 24356 VA Total Conn.: 189 A

41 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 42
39 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 40
37 Spare 20 A 1 0 VA 3036... -- -- -- 38
35 -- -- -- 1200... 3036... -- -- -- 36
33 -- -- -- 1200... 3036... 3 60 A PRSW-1 34
31 OVERHEAD DOOR 20 A 3 1200... 1200... -- -- -- 32
29 -- -- -- 1200... 1200... -- -- -- 30
27 -- -- -- 1200... 1200... 3 20 A OVERHEAD DOOR 28
25 OVERHEAD DOOR 20 A 3 1200... 4160... -- -- -- 26
23 -- -- -- 4160... 4160... 2 50 A WELDING RECEPTACLE 24
21 WELDING RECEPTACLE 50 A 2 4160... 4160... -- -- -- 22
19 RECEPTACLE LUBE BAYS 25 20 A 1 360 VA 4160... 2 50 A WELDING RECEPTACLE 20
17 RECEPTACLE LUBE BAYS 25 20 A 1 360 VA 0 VA 1 20 A Spare 18
15 RECEPTACLE LUBE BAYS 25 20 A 1 360 VA 360 VA 1 20 A RECEPTACLE LUBE BAYS 25 16
13 RECEPTACLE LUBE BAYS 25 20 A 1 360 VA 360 VA 1 20 A RECEPTACLE LUBE BAYS 25 14
11 -- -- -- 4160... 360 VA 1 20 A RECEPTACLE LUBE BAYS 25 12
9 WELDING RECEPTACLE 50 A 2 4160... 360 VA 1 20 A RECEPTACLE LUBE BAYS 25 10
7 RECEPTACLE LUBE BAYS 25 20 A 1 720 VA 4160... -- -- -- 8
5 RECEPTACLE LUBRICANT STORAGE /... 20 A 1 360 VA 4160... 2 50 A WELDING RECEPTACLE 6
3 RECEPTACLE LUBE BAYS 25 20 A 1 720 VA 900 VA 1 20 A RECEPTACLE LUBRICANT STORAGE /... 4
1 RECEPTACLE LUBE BAYS 25 20 A 1 360 VA 540 VA 1 20 A RECEPTACLE WASH BAY 23 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 400 A
Location: LUBE BAYS 25 Volts: 120/208 3PH

Panel: PPC1 New Panel

Total Amps: 152 A 153 A 152 A Total Est. Demand: 95 A
Total Load: 18260 VA 18400 VA 18260 VA Total Conn.: 152 A

41 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 42
39 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 40
37 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 38
35 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 36
33 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 34
31 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 32
29 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 30
27 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 28
25 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 26
23 Spare 20 A 1 0 VA 5547... -- -- -- 24
21 -- -- -- 5547... 5547... -- -- -- 22
19 -- -- -- 5547... 5547... 3 100 A WELDING RECEPTACLE 20
17 WELDING RECEPTACLE 100 A 3 5547... 5547... -- -- -- 18
15 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 360 VA 5547... -- -- -- 16
13 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 360 VA 5547... 3 100 A WELDING RECEPTACLE 14
11 Spare 20 A 1 180 VA 360 VA 1 20 A RECEPTACLE REPAIR BAYS-1 28-1 12
9 POWER FOR UPS 30 A 1 500 VA 180 VA 1 20 A Spare 10
7 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 540 VA 180 VA 1 20 A Spare 8
5 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 540 VA 540 VA 1 20 A RECEPTACLE REPAIR BAYS-1 28-1 6
3 RECEPTACLE REPAIR BAYS 28 20 A 1 360 VA 360 VA 1 20 A RECEPTACLE REPAIR BAYS 28 4
1 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 180 VA 360 VA 1 20 A RECEPTACLE REPAIR BAYS 28 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 200 A
Location: REPAIR BAYS 28 Volts: 120/208 3PH

Panel: PPB2 New Panel

Total Amps: 399 A 390 A 401 A Total Est. Demand: 234 A
Total Load: 47748 VA 46744 VA 47931 VA Total Conn.: 396 A

65 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 66
63 RECEPTACLE BLOCK HEATER 20 A 1 1000... 0 VA 1 20 A Spare 64
61 RECEPTACLE BLOCK HEATER 20 A 1 1000... 0 VA 1 20 A Spare 62
59 RECEPTACLE BLOCK HEATER 20 A 1 1000... 4800... -- -- -- 60
57 RECEPTACLE BLOCK HEATER 20 A 1 1000... 4800... -- -- -- 58
55 RECEPTACLE BLOCK HEATER 20 A 1 1000... 4800... 3 50 A 3 TON CRANE 56
53 RECEPTACLE BLOCK HEATER 20 A 1 1000... 5547... -- -- -- 54
51 Spare 20 A 1 0 VA 5547... -- -- -- 52
49 -- -- -- 5547... 5547... 3 100 A WELDING RECEPTACLE 50
47 -- -- -- 5547... 5547... -- -- -- 48
45 WELDING RECEPTACLE 100 A 3 5547... 5547... -- -- -- 46
43 -- -- -- 5547... 5547... 3 100 A WELDING RECEPTACLE 44
41 -- -- -- 5547... 5547... -- -- -- 42
39 WELDING RECEPTACLE 100 A 3 5547... 5547... -- -- -- 40
37 -- -- -- 5547... 5547... 3 100 A WELDING RECEPTACLE 38
35 -- -- -- 5547... 1200... -- -- -- 36
33 WELDING RECEPTACLE 100 A 3 5547... 1200... -- -- -- 34
31 -- -- -- 1200... 1200... 3 20 A OVERHEAD DOOR 32
29 -- -- -- 1200... 985 VA -- -- -- 30
27 OVERHEAD DOOR 20 A 3 1200... 985 VA -- -- -- 28
25 -- -- -- 468 VA 985 VA 3 20 A L2 26
23 -- -- -- 468 VA 24
21 E46 20 A 3 468 VA 22
19 -- -- -- 216 VA 825 VA 1 20 A HVAC 20
17 -- -- -- 216 VA 120 VA -- -- -- 18
15 E45 20 A 3 216 VA 120 VA -- -- -- 16
13 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 720 VA 120 VA 3 20 A E44 14
11 E42 20 A 1 1142... 720 VA 1 20 A SERVICE RECEPTACLES 12
9 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 720 VA 1035... -- -- -- 10
7 L4 20 A 1 360 VA 1035... 2 30 A E47 8
5 RECEPTACLE WELD SHOP 30 20 A 1 900 VA 900 VA 1 20 A RECEPTACLE WELD SHOP 30 6
3 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 360 VA 360 VA 1 20 A L4 4
1 RECEPTACLE WELD SHOP 30 20 A 1 180 VA 360 VA 1 20 A RECEPTACLE REPAIR BAY 28 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 400 A
Location: REPAIR BAYS 28 Volts: 120/208 3PH

Panel: PPB1 New Panel

Total Amps: 220 A 219 A 190 A Total Est. Demand: 133 A
Total Load: 25959 VA 25779 VA 22853 VA Total Conn.: 207 A

53 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 54
51 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 52
49 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 50
47 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 48
45 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 46
43 -- -- -- 5547... 0 VA 1 20 A Spare 44
41 -- -- -- 5547... 0 VA 1 20 A Spare 42
39 WELDING RECEPTACLE 100 A 3 5547... 5547... -- -- -- 40
37 -- -- -- 5640... 5547... -- -- -- 38
35 -- -- -- 5640... 5547... 3 100 A WELDING RECEPTACLE 36
33 5 TON CRANE 60 A 3 5640... 1200... -- -- -- 34
31 -- -- -- 1200... 1200... -- -- -- 32
29 -- -- -- 1200... 1200... 3 20 A OVERHEAD DOOR 30
27 OVERHEAD DOOR 20 A 3 1200... 1200... -- -- -- 28
25 RECEPTACLE EQUIPMENT INSPECTION / CNG... 20 A 1 540 VA 1200... -- -- -- 26
23 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 540 VA 1200... 3 20 A OVERHEAD DOOR 24
21 RECEPTACLE REPAIR BAYS-1 28-1 20 A 1 540 VA 540 VA 1 20 A RECEPTACLE EQUIPMENT INSPECTION / CNG... 22
19 RECEPTACLE REPAIR BAYS 28 20 A 1 360 VA 540 VA 1 20 A RECEPTACLE REPAIR BAYS-1 28-1 20
17 RECEPTACLE TOOL CRIB 27 20 A 1 360 VA 540 VA 1 20 A RECEPTACLE TOOL CRIB 27 18
15 -- -- -- 1435... 360 VA 1 20 A RECEPTACLE REPAIR BAYS-1 28-1 16
13 TWO POST LIFT - L5 35 A 2 1435... 0 VA 1 20 A Spare 14
11 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 12
9 Spare 20 A 1 0 VA 1310... -- -- -- 10
7 L4 20 A 1 360 VA 1310... 2 20 A SMALL DRIVE ON LIFT (12,000LB) - L1 8
5 RECEPTACLE EQUIPMENT INSPECTION / CNG... 20 A 1 360 VA 720 VA 1 20 A RECEPTACLE REPAIR BAYS-1 28-1 6
3 RECEPTACLE EQUIPMENT INSPECTION / CNG... 20 A 1 900 VA 360 VA 1 20 A L4 4
1 RECEPTACLE EQUIPMENT INSPECTION / CNG... 20 A 1 360 VA 720 VA 1 20 A RECEPTACLE EQUIPMENT INSPECTION / CNG... 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 400 A
Location: REPAIR BAYS 28 Volts: 120/208 3PH

Panel: PPA1 New Panel

GENERAL NOTES

1.  ALL THE INTERUPTING RATINGS OF THE PANELS SHALL BE
     IN ACCORDANCE WITH THE SHORT CIRCUIT ANALYSIS.
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AR REPAIR FACILITY

CW 118-0167

ELE-610

PANEL SCHEDULES

ROCKY HILL

NO. Revision Description Date

Total Amps: 191 A 189 A 187 A Total Est. Demand: 115 A
Total Load: 22945 VA 22635 VA 22455 VA Total Conn.: 189 A

53 54
51 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 52
49 Spare 20 A 1 0 VA 1074... -- -- -- 50
47 Spare 20 A 1 0 VA 1074... -- -- -- 48
45 Spare 20 A 1 0 VA 1074... 3 30 A E52 46
43 Spare 20 A 1 0 VA 558 VA -- -- -- 44
41 Spare 20 A 1 0 VA 558 VA -- -- -- 42
39 SERVICE RECEPTACLES 20 A 1 180 VA 558 VA 3 25 A E13 40
37 SERVICE RECEPTACLES 20 A 1 180 VA 0 VA 1 20 A Spare 38
35 -- -- -- 5547... 0 VA 1 20 A Spare 36
33 -- -- -- 5547... 0 VA 1 20 A Spare 34
31 WELDING RECEPTACLE 100 A 3 5547... 1200... -- -- -- 32
29 -- -- -- 1200... 1200... -- -- -- 30
27 -- -- -- 1200... 1200... 3 20 A OVERHEAD DOOR 28
25 OVERHEAD DOOR 20 A 3 1200... 1200... -- -- -- 26
23 -- -- -- 1200... 1200... -- -- -- 24
21 -- -- -- 1200... 1200... 3 20 A APPLIANCE MACHINE SHOP 31 22
19 APPLIANCE AERIAL BUCKET BAYS 32 20 A 3 1200... 216 VA -- -- -- 20
17 -- -- -- 4160... 216 VA -- -- -- 18
15 WELDING RECEPTACLE 50 A 2 4160... 216 VA 3 20 A E6 16
13 SERVICE RECEPTACLES 20 A 1 360 VA 4160... -- -- -- 14
11 RECEPTACLE OXYGEN / ACETYLENE STORA... 20 A 1 720 VA 4160... 2 50 A WELDING RECEPTACLE 12
9 RECEPTACLE AERIAL BUCKET BAYS 32 20 A 1 1080... 4160... -- -- -- 10
7 E26 20 A 1 1350... 4160... 2 50 A WELDING RECEPTACLE 8
5 POWER FOR UPS 30 A 1 500 VA 720 VA 1 20 A RECEPTACLE OXYGEN / ACETYLENE STORA... 6
3 RECEPTACLE WELD / FABRICATION SHOP 33 20 A 1 360 VA 500 VA 1 20 A BLOCK HEATER 4
1 RECEPTACLE AERIAL BUCKET BAYS 32 20 A 1 180 VA 360 VA 1 20 A RECEPTACLE WELD / FABRICATION SHOP 33 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 200 A
Location: MACHINE SHOP 31 Volts: 120/208 3PH

Panel: PPF2 New Panel

Total Amps: 100 A 101 A 101 A Total Est. Demand: 75 A
Total Load: 12036 VA 12156 VA 12156 VA Total Conn.: 101 A

29 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 30
27 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 28
25 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 26
23 -- -- -- 4800... 0 VA 1 20 A Spare 24
21 -- -- -- 4800... 0 VA 1 20 A Spare 22
19 PAINT BOOTH VAC 40 A 3 4800... 3036... -- -- -- 20
17 -- -- -- 1200... 3036... -- -- -- 18
15 -- -- -- 1200... 3036... 3 60 A PRSW-1 16
13 OVERHEAD DOOR PAINT REMOVAL BOOTH 37 20 A 3 1200... 1200... -- -- -- 14
11 RECEPTACLE PAINT SPRAY BOOTH 38 20 A 1 180 VA 1200... -- -- -- 12
9 RECEPTACLE PAINT BAYS 36 20 A 1 180 VA 1200... 3 20 A OVERHEAD DOOR 10
7 RECEPTACLE PARTS WASHER 34 20 A 1 720 VA 180 VA 1 20 A RECEPTACLE 8
5 RECEPTACLE PARTS WASHER 34 20 A 1 540 VA 1200... 1 20 A POWER PAINT BAYS 36 6
3 RECEPTACLE PAINT EQUIPMENT ROOM 35 20 A 1 540 VA 1200... 1 20 A POWER PAINT BAYS 36 4
1 HVAC PAINT SPRAY BOOTH 38 20 A 1 180 VA 720 VA 1 20 A RECEPTACLE PAINT BAYS 36 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 200 A
Location: PAINT EQUIPMENT ROOM 35 Volts: 120/208 3PH

Panel: PPG1 New Panel

Total Amps: 16 A 17 A 10 A Total Est. Demand: 13 A
Total Load: 1838 VA 1920 VA 1200 VA Total Conn.: 14 A

17 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 18
15 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 16
13 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 14
11 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 12
9 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 10
7 Spare 20 A 1 0 VA 1200... -- -- -- 8
5 Spare 20 A 1 0 VA 1200... -- -- -- 6
3 RECEPTACLE 20 A 1 720 VA 1200... 3 20 A OVERHEAD DOOR 4
1 Lighting COLD STORAGE EXTERIOR 20 A 1 0 VA 638 VA 1 20 A Lighting COLD STORAGE C101 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 100 A
Location: Volts: 120/208 3PH

Panel: PP-CS New Panel

COLD STORAGE

N.T.S.

Total Amps: 378 A 374 A 379 A Total Est. Demand: 235 A
Total Load: 45300 VA 44849 VA 45423 VA Total Conn.: 376 A

65 -- -- -- 5547... 0 VA 1 20 A Spare 66
63 -- -- -- 5547... 0 VA 1 20 A Spare 64
61 WELDING RECEPTACLE 100 A 3 5547... 5640... -- -- -- 62
59 -- -- -- 5547... 5640... -- -- -- 60
57 -- -- -- 5547... 5640... 3 60 A 5 TON CRANE 58
55 WELDING RECEPTACLE 100 A 3 5547... 5547... -- -- -- 56
53 -- -- -- 5547... 5547... -- -- -- 54
51 -- -- -- 5547... 5547... 3 100 A WELDING RECEPTACLE 52
49 WELDING RECEPTACLE 100 A 3 5547... 4800... -- -- -- 50
47 -- -- -- 4800... 4800... -- -- -- 48
45 -- -- -- 4800... 4800... 3 50 A 3 TON CRANE 46
43 3 TON CRANE 50 A 3 4800... 990 VA -- -- -- 44
41 -- -- -- 780 VA 990 VA -- -- -- 42
39 -- -- -- 780 VA 990 VA 3 25 A E4 40
37 E16 40 A 3 780 VA 492 VA -- -- -- 38
35 -- -- -- 390 VA 492 VA -- -- -- 36
33 -- -- -- 390 VA 492 VA 3 20 A E1 34
31 E10 20 A 3 390 VA 180 VA -- -- -- 32
29 SERVICE RECEPTACLES 20 A 1 720 VA 180 VA -- -- -- 30
27 RECEPTACLE AERIAL BUCKET BAYS 32 20 A 1 720 VA 180 VA 3 20 A E14 28
25 RECEPTACLE MACHINE SHOP 31 20 A 1 540 VA 720 VA 1 20 A RECEPTACLE AERIAL BUCKET BAYS 32 26
23 SERVICE RECEPTACLES 20 A 1 360 VA 540 VA 1 20 A SERVICE RECEPTACLES 24
21 SERVICE RECEPTACLES 20 A 1 360 VA 540 VA 1 20 A SERVICE RECEPTACLES 22
19 Spare 20 A 1 0 VA 360 VA 1 20 A RECEPTACLE MACHINE SHOP 31 20
17 Spare 20 A 1 0 VA 360 VA 1 20 A SERVICE RECEPTACLES 18
15 Spare 20 A 1 0 VA 360 VA 1 20 A SERVICE RECEPTACLES 16
13 E23 20 A 1 1122... 180 VA 1 20 A SERVICE RECEPTACLES 14
11 E24 20 A 1 1142... 1142... 1 20 A E32 12
9 E25 20 A 1 852 VA 1038... 1 20 A E17 10
7 RECEPTACLE MACHINE SHOP 31 20 A 1 1080... 360 VA 1 20 A L4 8
5 RECEPTACLE AERIAL BUCKET BAYS 32 20 A 1 360 VA 540 VA 1 20 A RECEPTACLE 6
3 RECEPTACLE AERIAL BUCKET BAYS 32 20 A 1 360 VA 360 VA 1 20 A L4 4
1 DEDICATED RECEPTACLE FOR ADJACENT... 20 A 1 180 VA 500 VA 1 20 A POWER LATHE CONTROLS 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 400 A
Location: MACHINE SHOP 31 Volts: 120/208 3PH

Panel: PPF1 New Panel

Total Amps: 106 A 98 A 107 A Total Est. Demand: 70 A
Total Load: 12580 VA 11760 VA 12720 VA Total Conn.: 103 A

65 POWER COMM ROOM 08 20 A 1 500 VA 0 VA 1 20 A Spare... 66
63 Spare 20 A 1 0 VA 0 VA 1 20 A Spare 64
61 POWER COMM ROOM 08 20 A 1 500 VA 0 VA 1 20 A Spare 62
59 POWER COMM ROOM 08 20 A 1 500 VA 1200... -- -- -- 60
57 Spare 20 A 1 0 VA 1200... -- -- -- 58
55 RECEPTACLE COMM 08 20 A 1 720 VA 1200... 3 20 A OVERHEAD DOOR 56
53 RECEPTACLE HALL 02 20 A 1 720 VA 720 VA 1 20 A RECEPTACLE EQUIPMENT GENERAL... 54
51 RECEPTACLE GARAGE SUPERVISOR 15 20 A 1 720 VA 720 VA 1 20 A RECEPTACLE CONFERENCE ROOM 05 52
49 RECEPTACLE MEDIA STORAGE ROOM 18 20 A 1 720 VA 720 VA 1 20 A RECEPTACLE EQUIPMENT INSPECTION AND I... 50
47 RECEPTACLE STORES STOCK ROOM... 20 A 1 540 VA 720 VA 1 20 A RECEPTACLE VEST 01 48
45 RECEPTACLE STORES MATERIAL... 20 A 1 540 VA 720 VA 1 20 A RECEPTACLE Space L002HH 46
43 RECEPTACLE STORES STOCKROOM 22 20 A 1 540 VA 540 VA 1 20 A RECEPTACLE REPAIR CREW LEADER &... 44
41 POWER STORES STOCKROOM 22 20 A 1 500 VA 540 VA 1 20 A RECEPTACLE STORES STOCKROOM 22 42
39 POWER FOR UPS 30 A 1 500 VA 540 VA 1 20 A RECEPTACLE STORES STOCKROOM 22 40
37 POWER TELECOM RACKS - TELECOM ROOM 08 20 A 1 360 VA 500 VA 1 20 A POWER FOR DOOR SECURITY HALL 02 38
35 RECEPTACLE COMM 08 20 A 1 360 VA 360 VA 1 20 A POWER TELECOM RACKS - TELECOM ROOM 08 36
33 RECEPTACLE COMM 08 20 A 1 360 VA 360 VA 1 20 A POWER TELECOM RACKS - TELECOM ROOM 08 34
31 RECEPTACLE MACHINE SHOP CREW LEADER... 20 A 1 360 VA 360 VA 1 20 A POWER TELECOM RACKS - TELECOM ROOM 08 32
29 RECEPTACLE STORES MATERIAL... 20 A 1 360 VA 360 VA 1 20 A RECEPTACLE MACHINE SHOP SUPERVISIOR 03 30
27 RECEPTACLE STORES MATERIAL... 20 A 1 360 VA 360 VA 1 20 A RECEPTACLE MACHINE SHOP CREW LEADER... 28
25 RECEPTACLE STORES MATERIAL... 20 A 1 360 VA 360 VA 1 20 A RECEPTACLE MENS ROOM 12 26
23 RECEPTACLE BREAK ROOM 07 20 A 1 180 VA 360 VA 1 20 A RECEPTACLE STORES STOCKROOM 22 24
21 RECEPTACLE BREAK ROOM 07 20 A 1 180 VA 360 VA 1 20 A RECEPTACLE STORES STOCK ROOM... 22
19 RECEPTACLE BREAK ROOM 07 20 A 1 180 VA 180 VA 1 20 A RECEPTACLE BREAK ROOM 07 20
17 REFRIGERATOR BREAK ROOM 07 20 A 1 180 VA 180 VA 1 20 A RECEPTACLE REPAIR CREW LEADER &... 18
15 RECEPTACLE STORES MATERIAL... 20 A 1 180 VA 180 VA 1 20 A RECEPTACLE HALL 02 16
13 RECEPTACLE COMM 08 20 A 1 1620... 180 VA 1 20 A RECEPTACLE REPAIR CREW LEADER &... 14
11 RECEPTACLE MECHANICAL ROOM 10 20 A 1 900 VA 2500... -- -- -- 12
9 RECEPTACLE MACHINE SHOP CREW LEADER... 20 A 1 900 VA 2500... 2 35 A GENERATOR ENGINE COOLANT HEATER 10
7 RECEPTACLE SPRINKLER ROOM 40 20 A 1 1080... 1200... 1 20 A GENERATOR BATTERY CHARGER 8
5 POWER FOR DOOR SECURITY HALL 02 20 A 1 500 VA 540 VA 1 20 A RECEPTACLE MACHINE SHOP SUPERVISIOR 03 6
3 POWER TELECOM RACKS - TELECOM ROOM 08 20 A 1 360 VA 720 VA 1 20 A RECEPTACLE BREAK ROOM 07 4
1 POWER TELECOM RACKS - TELECOM ROOM 08 20 A 1 360 VA 540 VA 1 20 A RECEPTACLE HALL 02 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Supply... MDP Wires: 4
Mounting: Surface Phases: 3 Mains Rating: 400 A
Location: ELECTRICAL ROOM 09 Volts: 120/208 3PH

Panel: PPE1 New Panel

GENERAL NOTES

1.  ALL THE INTERUPTING RATINGS OF THE PANELS SHALL BE
     IN ACCORDANCE WITH THE SHORT CIRCUIT ANALYSIS.
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GENERAL NOTES FOR ELE-CS1

SEE SPECIFICATIONS FOR OVERHEAD DOOR MOTORS, CONTROLS AND STARTERS.
OVERHEAD DOORS ARE 2HP. TYPICAL.

LIGHT FIXTURES, BACKUP-BATTERIES, AND FIRE ALARM SYSTEM COMPONENTS SHALL BE
COLD-WEATHER RATED.

CONDUIT FOR PUBLIC ADDRESS SYSTEM SHALL BE #18 TSP SHIELDED IN 3/4" CONDUIT OF
APPROPRIATE TYPE, AS SPECIFIED IN 260533 - RACEWAYS AND BOXES FOR ELECTRICAL
SYSTEMS.

ALL CONDUITS ORIGINATED AT THE MAIN BUILDING AND FEEDING THE COLD STORAGE
BUILDING UNDERGROUND FOR THE DIFFERENT SYSTEMS SHALL BE RATED FOR
UNDERGROUND INSTALLATION.
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AR REPAIR FACILITY

CW 118-0167
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STORAGE

ROCKY HILL

NO. Revision Description Date
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2 Fire Alarm - Cold Storage
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– For Internal CTDOT Use Only Discipline Subset Submittal Checklist  


The following check list shall be checked and attached to each discipline subset * 


prior to being digitally signed. 
 


Check Task Section in DPD 
Manual 


 1. Attach this checklist to the discipline subset. Section 3.1 


 2. Complete the following tasks using Bluebeam on 


the discipline subset? 


 


 a. Apply Page Labels Section 1.6.2 


 b. Apply Sheet Numbers Section 1.6.2 


 c.  Apply Watermark Section 2.4 


 d. Flatten Markups Section 2.4 


 e. Digital Signature Field Section 2.5.1 


       3. Type name and telephone number below.  
       4. Consultants using Thin Client Only 


     Engineer of Record digitally sign the plans. 


 


 5.  Upload, if not in Projectwise already, the 


discipline subset into the 100_Contract_Plans 
folder in Projectwise and attribute the document 


correctly? 


Section 3.2.4 


 a. Discipline = CT 


 b. Main Category = CON 


 c.  Sub Category = FDP, DCD, DCD2, 


ADP, ACD, DCO where applicable 
 d. Label = subset number and name. 


   Example of highways subset 
would be 03-Highways. 


   The label for a subset shall be the 


same for both FDP and 
DCD submittals. 


   Addendum submittals shall match 
FDP submittals with the addition 
of “_A#”. 


   Change Order Submittals shall 
match FDP submittals with 
the 
addition of “_C#”.  e. Description field is filled in with 


a description of the subset. 
 f. The applicable bridge no.(s) or signal 


intersection(s) were selected that is/are 
associated with this subset. 


 6.CTDOT Engineers or Consultants Using Thick Client 
    Forward link to Engineer of Record for Digital Signature 


 


 7. Apply the QA/QC stamp after the discipline 
subset has been digitally signed. 


Section 3.1 


I have performed and checked that all the tasks above were performed correctly. 
 


                    


                   Submitted By (Type in Name)                     Phone Number (Type in Phone Number) 


* Discipline subset includes the General subset and all other discipline subsets.  The 02Revisions does not need
a checklist attached.  The standard subsets already have a checklist attached to the index sheets.



http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=58

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=13

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=14

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=42

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=43

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=45

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=65

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=59

M. Calkins AEC Applications

Text Box

addition of "_C#". 





		The following check list shall be checked and attached to each discipline subset *



		Check Box1: Yes

		Check Box2: Yes

		Check Box3: Yes

		Check Box4: Yes

		Check Box5: Yes

		Check Box6: Yes

		Check Box7: Yes

		Check Box9: Yes

		Check Box10: Yes

		Check Box11: Yes

		Check Box12: Yes

		Check Box13: Yes

		Check Box14: Off

		Text1: Azim Rawji

		Text2: 508-797-0333
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